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Preface

These Philippine Bidding Documents (PBDs) for the procurement of Infrastructure
Projects (hereinafter referred to also as the “Works”) through Competitive Bidding have been
prepared by the Government of the Philippines for use by all branches, agencies, departments,
bureaus, offices, or instrumentalities of the government, including government-owned and/or
-controlled corporations, government financial institutions, state universities and colleges,
local government units, and autonomous regional government. The procedures and practices
presented in this document have been developed through broad experience, and are for
mandatory use in projects that are financed in whole or in part by the Government of the
Philippines or any foreign government/foreign or international financing institution in
accordance with the provisions of the 2016 revised Implementing Rules and Regulations (IRR)
of Republic Act (RA) No. 9184.

The PBDs are intended as a model for admeasurements (unit prices or unit rates in a
bill of quantities) types of contract, which are the most common in Works contracting.

The Bidding Documents shall clearly and adequately define, among others: (i) the
objectives, scope, and expected outputs and/or results of the proposed contract; (ii) the
eligibility requirements of Bidders; (iii) the expected contract duration; and (iv)the obligations,
duties, and/or functions of the winning Bidder.

Care should be taken to check the relevance of the provisions of the PBDs against the
requirements of the specific Works to be procured. If duplication of a subject isinevitablein
other sections of the document prepared by the Procuring Entity, care must be exercised to
avoid contradictions between clauses dealing with the same matter.

Moreover, each section is prepared with notes intended only as information for the
Procuring Entity or the person drafting the Bidding Documents. They shall not be included in
the final documents. The following genera directions should be observed when using the
documents:

a All the documents listed in the Table of Contents are normally required for the
procurement of Infrastructure Projects. However, they should be adapted as
necessary to the circumstances of the particular Project.

b. Specific details, such as the “name of the Procuring Entity” and “address for
bid submission,” should be furnished in the Instructions to Bidders, Bid Data
Sheet, and Special Conditions of Contract. The final documents should contain
neither blank spaces nor options.

C. This Preface and the footnotes or notes in italics included in the Invitation to
Bid, BDS, Genera Conditions of Contract, Specia Conditions of Contract,
Specifications, Drawings, and Bill of Quantities are not part of the text of the
fina document, although they contain instructions that the Procuring Entity
should strictly follow.

d. The cover should be modified as required to identify the Bidding Documents as
to the names of the Project, Contract, and Procuring Entity, in addition to date
of issue.



Modificationsfor specific Procurement Project details should be provided inthe
Special Conditions of Contract as amendments to the Conditions of Contract.
For easy completion, whenever reference has to be made to specific clausesin
the Bid Data Sheet or Special Conditions of Contract, these terms shall be
printed in bold typeface on Sections | (Instructions to Bidders) and |11 (Genera
Conditions of Contract), respectively.

For guidelines on the use of Bidding Forms and the procurement of Foreign-
Assisted Projects, these will be covered by a separate issuance of the
Government Procurement Policy Board.
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Glossary of
Terms, Abbreviations, and Acronyms

ABC — Approved Budget for the Contract.
ARCC - Allowable Range of Contract Cost.
BAC — Bids and Awards Committee.

Bid — A signed offer or proposal to undertake a contract submitted by a bidder in response to
and in consonance with the requirements of the bidding documents. Also referred to as
Proposal and Tender. (2016 revised IRR, Section 5[c])

Bidder — Refers to a contractor, manufacturer, supplier, distributor and/or consultant who
submits a bid in response to the requirements of the Bidding Documents. (2016 revised IRR,
Section 5[d])

Bidding Documents — The documents issued by the Procuring Entity as the bases for bids,
furnishing all information necessary for a prospective bidder to prepare a bid for the Goods,
Infrastructure Projects, and/or Consulting Services required by the Procuring Entity. (2016
revised IRR, Section 5[€])

BIR — Bureau of Internal Revenue.
BSP — Bangko Sentral ng Pilipinas.
CDA - Cooperative Development Authority.

Consulting Services — Refer to services for Infrastructure Projects and other types of projects
or activities of the GOP requiring adequate externa technical and professional expertise that
are beyond the capability and/or capacity of the GOP to undertake such as, but not limited to:
(i) advisory and review services; (i) pre-investment or feasibility studies; (iii) design; (iv)
construction supervision; (v) management and rel ated services; and (vi) other technical services
or special studies. (2016 revised IRR, Section 5[i])

Contract — Refersto the agreement entered into between the Procuring Entity and the Supplier
or Manufacturer or Distributor or Service Provider for procurement of Goods and Services;
Contractor for Procurement of Infrastructure Projects; or Consultant or Consulting Firm for
Procurement of Consulting Services; as the case may be, as recorded in the Contract Form
signed by the parties, including al attachments and appendices thereto and all documents
incorporated by reference therein.

Contractor — is a natural or juridical entity whose proposal was accepted by the Procuring
Entity and to whom the Contract to execute the Work was awarded. Contractor as used in these
Bidding Documents may likewise refer to a supplier, distributor, manufacturer, or consultant.

CPI — Consumer Price Index.

DOLE — Department of Labor and Employment.
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DTI — Department of Trade and Industry.

Foreign-funded Procurement or Foreign-Assisted Project — Refers to procurement whose
funding source is from a foreign government, foreign or international financing institution as
specified in the Treaty or International or Executive Agreement. (2016 revised IRR, Section
5[b]).

GFI — Government Financial Institution.
GOCC - Government-owned and/or —controlled corporation.

Goods - Refer to all items, supplies, materials and general support services, except Consulting
Services and Infrastructure Projects, which may be needed in the transaction of public
businesses or in the pursuit of any government undertaking, project or activity, whether in the
nature of equipment, furniture, stationery, materials for construction, or personal property of
any kind, including non-personal or contractual services such as the repair and maintenance of
equipment and furniture, as well as trucking, hauling, janitorial, security, and related or
analogous services, aswell as procurement of materials and supplies provided by the Procuring
Entity for such services. The term “related” or “analogous services” shall include, but is not
limited to, lease or purchase of office space, media advertisements, health maintenance
services, and other services essential to the operation of the Procuring Entity. (2016 revised
IRR, Section 5[r])

GOP — Government of the Philippines.

Infrastructure Projects — Include the construction, improvement, rehabilitation, demolition,
repair, restoration or maintenance of roads and bridges, railways, airports, seaports,
communication facilities, civil works components of information technology projects,
irrigation, flood control and drainage, water supply, sanitation, sewerage and solid waste
management systems, shore protection, energy/power and electrification facilities, national
buildings, school buildings, hospital buildings, and other related construction projects of the
government. Also referred to as civil works or works. (2016 revised IRR, Section 5[u])

L GUs - Loca Government Units.

NFCC — Net Financial Contracting Capacity.

NGA — Nationa Government Agency.

PCAB — Philippine Contractors Accreditation Board.

PhilGEPS - Philippine Government Electronic Procurement System.

Procurement Project — refers to a specific or identified procurement covering goods,
infrastructure project or consulting services. A Procurement Project shall be described,
detailed, and scheduled in the Project Procurement Management Plan prepared by the agency
which shall be consolidated in the procuring entity's Annual Procurement Plan. (GPPB Circular
No. 06-2019 dated 17 July 2019)

PSA — Philippine Statistics Authority.

SEC - Securities and Exchange Commission.
6



SL CC - Single Largest Completed Contract.

UN — United Nations.



Section |. Invitation to Bid

Noteson thelnvitation to Bid

The Invitation to Bid (IB) provides information that enables potential Bidders to decide
whether to participate in the procurement at hand. The IB shall be posted in accordance with
Section 21.2 of the 2016 revised IRR of RA No. 9184.

Apart from the essential items listed in the Bidding Documents, the IB should also indicate
the following:

a. Thedate of availability of the Bidding Documents, which shall be from the time the
IB isfirst advertised/posted until the deadline for the submission and receipt of bids;

b. The place where the Bidding Documents may be acquired or the website where it
may be downloaded;

c. Thedeadline for the submission and receipt of bids; and
d. Anyimportant bid evaluation criteria.

The IB should be incorporated into the Bidding Documents. The information contained in
the IB must conform to the Bidding Documents and in particul ar to the relevant information
in the Bid Data Sheet.




REPUBLIC OF THE PHILIPPINES C’Fj
QUEZON CITY GOVERNMENT -

BIDS AND AWARDS COMMITTEE FOR INFRASTRUCTURE & CONSULTANCY
2 fleaor, Fenmses Huddine, Procenement Departmment. Quieson Oy Haoll Camplex, Flliptcs] Bond, Cueson iy

GUEICN ity

e Sy

February 18, 2024

Invitation to Bid

Project Duration
MNa. No. Project Name Lescatban Amaunt Cal. Days Office Source Fund
Building — Small B
Proposed Installation of
Streetlights al Geneva,
; 24- | Lisban and Oslo in Capitol | Matandang | , oo o0 o0 | 4 | Enginesring | 2% Communty
00001 | Park Homes Subdivision, | Balara ot e Department | Cooo cPmen
Barangay Matandang fesd
Balara
24 Proposed Enclosure of Enginestin
2 | oooge | Open Areas at 2nd Floor of | Central 2,260, 403.53 30 g munﬁ' Ergneerng
Quezon Cay Public Libvary Exppart
Proposad Rehabilitation of
Tricycle Regulatory Division
3 ;;3 and Parks Development Sta. Monica | 2,407.973.75 | 60 Eg::::": Enginesrng
Administration Building at .
MNévaliches Destnct Canter
Proposad Rehabilitalion of
5 B a Spesiai
i | 2 Eﬂﬁ:‘éﬁiﬂy SanRoque | 3,18508477 | 9p | Enaneenng | Ecucation Fund
00004 | < pooiin Barangay San KA | Socet Schon
Rogue Beard)
Proposed Rehabilitation of
24- Dorm B of Quezon City ERinaatis 20v Caifmiuniy
5 | popos | Orva Trestment and Payatas 3,819,307.82 80 D'f'a Hmﬂj Duveloprvant
Rehabilitstion Center at ; Fund
Barangay Payatas
Proposed Upgrading of il
P 24- EIEf.‘I:ri;:IEE:!._tEm;;hEHrgID M hong | 3,804,368 78 a0 Enginearing ;;.Hn;allm Fund
srme nior asarn 804 388
00008 | o\ ctin Barangay Depariment {Local Schoal
Masambang oed)
Proposad Rehahilitation of
Darm A of Quezon City . 20r% Communii
7 uniﬂ:?’ Drug Treatment and Payalas 4,300.558.85 &0 E:::‘::::? o ¥
Rehabilitation Cenler &l Fung
Barangay Payatas
Proposed Rehabiltation of
24 Do E of Quezon City Eninsadh 20% Communily
8 | sagos | Drum Treatment and Payatas 524683679 | 90 m:a nmmf Develapment
Rehabilitation Center at Fuind
Barangay Payalas
Proposed Renabiftation of Epecial
3 24- Water Supply System and | Apolonio & 401 773 48 a0 Englnesring Education Furd
00005 | Stage al Apolonio Samson | Samson el v Department {Local Schoal
Elementary School Boars)
Proposed Rehabitation of
Dorm D of Quezon Cily . 20% Community
10 ﬂgu“;u Drug Treatment and Payatas 588277661 | 90 E:::::&f r—
Rehabilitation Center at . Fund
| Barangay Payatas i
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B

Proposed Renhabiitation of Epecal
24- School Buslding al Ismael Enginearin Edueation Fund
11 | 50011 | Mathay Sr. High Schootin | S3M08ndaan| 618972498 | 120 | (BT | EEER Y
Barangay Sangandaan Board)
24- Proposed Rehabilflation of . Engineerin
12 | ;o012 | Novasliches District Center | o Monica | 8.468,138.27 | 60 m.mf Engineering
i Proposed Waterproofing
and Rehabilfation of
24- Affected Areas at Civic Engineering
i3 00013 | Building € and Civic Central B8,051,386.70 120 Depstiment Engineering
Buliding E in Quezon City
L _ L) Hall
Proposed Rehabiltation of Speciai
N 24- Coveraed Pathwalk ai San San Enpineering Education Fund
14 o014 | Bartolome High School in Bartodome 8.380,198.25 80 Department iLocal School
Barangay San Barlolome _, Boerd] o
Proposed Renabiitation of
Water Supply Sysiem, —
Comfon Room and
2d- Pasang ! Engineenng Ecfucation Eurd
15 Upgrading of Electrical 13,001,893 23 B0
00015 | System at Pasong Tamo Tama Depariment -g.ﬂsmml
' | Elementary School in ;
| Barangay Pasong Tamo
Proposed Rehabilitation of . S
16 | 2% | SBBuiding at Lagro High |  Caref 15561 705.44| 18g | En@ineering | Education Fund
000G | Schood Lagro PRSI Degartment {Local Scheol
i - N — Brard)
i Proposed Renhabifitation of Specisl
24- Water Supply System and Enginearing Education Fund
L 00017 | Comfort Rooms at San e Lucia 18,506.000.05( 120 | Department [Local School
Gabriel Elemantary School ' Board)
T Proposed Construction of "
Site Development at
18 mzuf;a Bagbag Integrated High | Bagbag 1750153231 150 gﬂm F:_'f:;::"
Schoal In Barangay Boand)
Bagoag —
Proposed Enclosure of |
. DPWH 5 Building.
Rehabilitation of Special
24- Classrooms at Belmonte San 17,986,105.50, 420 | Engineering Education Fund
19 | 00018 | Building, Electical System | agustin Department (Local Schisol
al HB Builkding, and Board|
Waterine at San Agustin
Elementary Schoal in
Barangay San Agustin .

| The QUEZON CITY LOCAL GOVERNMENT, through funding source of various years intends 1o
apply the sum stated above being the Approved Budget for the Contract (ABC) to pavments under the
contract for the above stared Projects. Bids received in excess of the ABC shall be automatically
rejected at bid openng.

F-ad

The QUEZON CITY LOCAL GOVERNMENT now mvites bids for the above Procurement Project

Completion of the Works is required ax sraved above. Bidders should have completed a contract similar
to the Project. The deserrption of an eligible bidder is contained in the Bidding Documents, particularky,

in Section 1l {Instructions o Bidders).

bl

Bidding will be conducted through open competitve bidding procedures using non-discretionary

“pass fail” criterion ag specified n the 2016 revised Implementing Rules and Regulations (TRR) af
Republic Act (RA) No. 9154

4 Interested bidders may obtam further information from QUEZON CITY LOCAL GOVERNMENT -
BAC Secretariat and inspect the Bidding Documents at the address given below weekdhays from 8208
ane — 5:00 pom,

e ——————— e ——— e —————

-~
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5 A complete set of Bidding Documents may be acquired by interested bidders on 85 March 2024
{Tuesday) from given address and website’s below and upon pavmeni of o non-refundable fee for the
Bidding Drewuments, prursuani to the latest Ciuidelines issued by the GPPB. The Procuning Entity shall
allow the bidder to present its proof of pavment for the fees presented in porson.

STANDARD RATES:

Approved Budget for the Contract M"'m"n:ifgﬂ"iiﬁ;:::;;ﬁ[rt"“"u |
Maore than 500,000 up to | Milhon 1,000 04
Maorc than | Million up to 5 Milhon 5,00 (1) ]
More than § Million up to 10 Million__ L0, (060,00 |
Maore than 10 Million up to 30 Million 28 000,00 =
Mare than 50 Million up to 500 Milion | 500,000,000
| .. More than 500 Million 75.000.00

The following are the requirements for purchase of Bidding Documents,

1. PRIGEPS Remstration Centificate (Planinum — 3 Pages)
2. Document Request List (DRL)
3, Authonzation to purchase bidding documents

3.1 Scorctary’'s Certificate (for corporation )

1.2 Special Power of Attorney (for sole proprictorshup)
4. Notarized Joint Venture Agreement (if applicable)
5 Letter of Intent

It must be duly receved by the BAC Secretaniat at 2 Floor, Procurement Depariment, Finance Building,
Quezon City Hall Compound.

6. The (C- BAC- INFRASTRUCTURE & CONSULTANCY will hold a Pre-Bid Conference’ on March
13, 2024 at 10:00 AM at 2™ Floor, Procurement Department-Bidding Room, Finance Building,
Quezon City Hall Compound or we encourage the prospective bidders o join through our Virtual
Conference (ZOOM APP) which shall be open to prospective bidders

Virtuil Conference (ZOOM APP)
Meeting 11 854 9489 0133
Password: 273320

7 Bids must be dulv received by the BAC Secretariat through manual submission at the office address as
indicated below, on or before April 03, 2024 - 9:00 AM. Late bids shall not be accepted.

% All bids must be accompanied by a bid security in any of the acceptable forms and in the amount stated
m ITH Clause 16,

9 Bid opening shall be on April 03, 2024 - 10:00 AM at 2" Floor. Procurement Department-Bidding
Room, Finance Building. Quegon City Hall Compound andor via Zoom Bids will be opened in the
presence of the bidders” representatives who choose (o attend the activity.

Virtuil Conference (ZO0O0M APF)
Meeting 11 810 3646 S257
Password: 2001522

10, The (uezon City Local Govermment teserves the nght 1o reject any and all bids, declare a failure of
biddine, or not award the contract at any time pror to contract award in accordance with Sections 33.6
and 41 of the 2016 revised Implementing Rules and Regulations (IRR) of RA No. 9184, withoat therchy
imeurring any liability 1o the affected bidder or bidders.

" oy be deleted n case the ABC 15 loss than Omne Milhion Peses (PRP1 00,000 shera the Frocsinmg Paaly togy 00 kil @ pane-tad
coneTence

F
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11 For further mformanon, please refer to:

ATTY. DOMINIC B. GARCIA

OIC, Procurement Department

2™ Floar, Procurement Department.

Finance Buslding, Quezon City Hall Compound
Elliptical Road, Barangay Central Diliman, Quezon Ciry.
Tel No. (02)8988-4242 loc. 8506/8710

Email Add: bacmfra procurement' @ quezoncity gov ph

Wehaite. www,.guezoncity.gov.ph

12, You may visit the following websites

For downloading of Bidding Documents: https://quezoncity.gov.ph/public-notices/procurement/
H-‘..

ARCH. LLE H. CHUA, fuap, piep
Chairperson, BAC-Infra and CongffTtancy

I —————————————————— e ———
Pape 4ol 4



Section |1. Instructionsto Bidders

Notes on the Instructionsto Bidders

This Section on the Instruction to Bidders (ITB) provides the information necessary for
bidders to prepare responsive bids, in accordance with the requirements of the Procuring
Entity. It also provides information on bid submission, eligibility check, opening and
evauation of bids, post-qualification, and on the award of contract.




Scope of Bid

The Procuring Entity, Quezon City Government invites Bids for the PROPOSED
REHABILITATION OF SCHOOL BUILDING AT ISMAEL MATHAY SR.
HIGH SCHOOL IN BARANGAY SANGANDAAN, with Project Identification
Number 24-00011.

[Note: The Project Identification Number is assigned by the Procuring Entity based on
its own coding scheme and is not the same as the Phil GEPS reference number, which
is generated after the posting of the bid opportunity on the PhilGEPS website.]

The Procurement Project (referred to herein as “Project”) is for the construction of
Works, as described in Section VI (Specifications).

Funding I nformation

2.1. The GOP through the source of funding as indicated below for 2024 in the
amount of Six Million One Hundred Eighty Nine Thousand Seven Hundred
Twenty-Four Pesos and 98/100 Ctvs. (P 6,189,724.98).

2.2. Thesourceof fundingis:

a. LGUs, the Annual or Supplemental Budget, as approved by the Sanggunian.
Bidding Requirements

The Bidding for the Project shall be governed by all the provisions of RA No. 9184 and
its 2016 revised IRR, including its Generic Procurement Manua and associated
policies, rules and regulations as the primary source thereof, while the herein clauses
shall serve as the secondary source thereof.

Any amendments made to the IRR and other GPPB issuances shall be applicable only
to the ongoing posting, advertisement, or invitation to bid by the BAC through the
issuance of a supplemental or bid bulletin.

The Bidder, by the act of submitting its Bid, shall be deemed to have inspected the site,
determined the genera characteristics of the contracted Works and the conditions for
this Project, such as the location and the nature of the work; (b) climatic conditions;
(c) transportation facilities; (¢) nature and condition of theterrain, geological conditions
a the site communication facilities, requirements, location and availability of
construction aggregates and other materials, labor, water, electric power and access
roads, and (d) other factors that may affect the cost, duration and execution or
implementation of the contract, project, or work and examine al instructions, forms,
terms, and project requirements in the Bidding Documents.

Corrupt, Fraudulent, Collusive, Coercive, and Obstructive Practices

The Procuring Entity, aswell as the Bidders and Contractors, shall observe the highest
standard of ethics during the procurement and execution of the contract. They or

10



through an agent shall not engage in corrupt, fraudulent, collusive, coercive, and
obstructive practices defined under Annex “I” of the 2016 revised IRR of RA No. 9184
or other integrity violationsin competing for the Project.

Eligible Bidders

5.1.

5.2.

5.3.

5.4.

Only Bids of Bidders found to be legally, technically, and financially capable
will be evaluated.

The Bidder must have an experience of having completed a Single Largest
Completed Contract (SLCC) that issimilar to this Project, equivalent to at least
fifty percent (50%) of the ABC adjusted, if necessary, by the Bidder to current
prices using the PSA’s CPI, except under conditions provided for in Section
23.4.2.4 of the 2016 revised IRR of RA No. 9184.

A contract is considered to be “similar” to the contract to be bid if it has the
major categories of work stated in the BDS.

For Foreign-funded Procurement, the Procuring Entity and the foreign
government/foreign or international financing institution may agree on another
track record requirement, as specified in the Bidding Document prepared for
this purpose.

The Bidders shall comply with the eligibility criteriaunder Section 23.4.2 of the
2016 IRR of RA No. 9184.

Origin of Associated Goods

There is no restriction on the origin of Goods other than those prohibited by a decision
of the UN Security Council taken under Chapter VI of the Charter of the UN.

Subcontracts

7.1.

7.1.

7.2.

The Bidder may subcontract portions of the Project to the extent allowed by the
Procuring Entity as stated herein, but in no case more than fifty percent (50%)
of the Project.

The Procuring Entity has prescribed that:
a. Subcontracting isnot allowed.

[If Procuring Entity has determined that subcontracting is allowed during the
bidding , state:] The Bidder must submit together with its Bid the documentary
requirements of the subcontractor(s) complying with the eigibility criteria
stated in | TB Clause 5 in accordance with Section 23.4 of the 2016 revised IRR
of RA No. 9184 pursuant to Section 23.1 thereof.

[ 1f subcontracting is allowed during the contract implementation stage, state:]
The Supplier may identify its subcontractor during the contract implementation
stage. Subcontractors identified during the bidding may be changed during the

11



10.

implementation of this Contract. Subcontractors must submit the documentary
requirements under Section 23.1 of the 2016 revised IRR of RA No. 9184 and
comply with the eligibility criteria specified in ITB Clause 5 to the
implementing or end-user unit.

7.3.  Subcontracting of any portion of the Project does not relieve the Contractor of
any liability or obligation under the Contract. The Supplier will be responsible
for the acts, defaults, and negligence of any subcontractor, its agents, servants,
or workmen as fully as if these were the Contractor’s own acts, defaults, or
negligence, or those of its agents, servants, or workmen.

Pre-Bid Conference

The Procuring Entity will hold a pre-bid conference for this Project on the specified
date and time and either at its physical address on March 13, 2024 at 10:00 AM at 2nd
Floor, Procurement Department-Bidding Room, Finance Building, Quezon City
Hall Compound and/or we encourage the prospective bidders to join through our
Virtual Conference (ZOOM APP) Meeting I D: 854 9489 0133 Password: 273320

Clarification and Amendment of Bidding Documents

Prospective bidders may request for clarification on and/or interpretation of any part of
the Bidding Documents. Such requests must be in writing and received by the
Procuring Entity, either at its given address or through electronic mail indicated in the
I B, at least ten (10) calendar days before the deadline set for the submission and receipt
of Bids.

Documents Comprising the Bid: Eligibility and Technical
Components

10.1. Thefirst envelope shall contain the eligibility and technical documents of the
Bid as specified in Section IX. Checklist of Technical and Financial
Documents.

10.2. If the digibility requirements or statements, the bids, and all other documents
for submission to the BAC are in foreign language other than English, it must
be accompanied by atranslation in English, which shall be authenticated by the
appropriate Philippine foreign service establishment, post, or the equivaent
office having jurisdiction over the foreign bidder’s affairs in the Philippines.
For Contracting Parties to the Apostille Convention, only the translated
documents shall be authenticated through an apostille pursuant to GPPB
Resolution No. 13-2019 dated 23 May 2019. The English trandation shall
govern, for purposes of interpretation of the bid.

10.3. A vaid PCAB Licenseisrequired, and in case of joint ventures, avalid special
PCAB License, and registration for the type and cost of the contract for this
Project. Any additional type of Contractor license or permit shall be indicated
inthe BDS.
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11.

12.

13.

14.

10.4. A List of Contractor’s key personnel (e.g., Project Manager, Project Engineers,
Materials Engineers, and Foremen) assigned to the contract to be bid, with their
complete qualification and experience data shall be provided. These key
personnel must meet the required minimum years of experience set in the BDS.

10.5. A List of Contractor’s major equipment units, which are owned, leased, and/or
under purchase agreements, supported by proof of ownership, certification of
availability of equipment from the equipment lessor/vendor for the duration of
the project, as the case may be, must meet the minimum requirements for the
contract set in the BDS.

Documents Comprising the Bid: Financial Component

11.1. The second bid envelope shall contain the financial documents for the Bid as
specified in Section | X. Checklist of Technical and Financial Documents.

11.2.  Any bid exceeding the ABC indicated in paragraph 1 of the IB shall not be
accepted.

11.3. For Foreign-funded procurement, a ceiling may be applied to bid prices
provided the conditions are met under Section 31.2 of the 2016 revised IRR of
RA No. 9184.

Alternative Bids

Bidders shal submit offers that comply with the requirements of the Bidding
Documents, including the basic technical design as indicated in the drawings and
specifications. Unless there is a value engineering clause in the BDS, aternative Bids
shall not be accepted.

Bid Prices

All bid pricesfor the given scope of work in the Project as awarded shall be considered
as fixed prices, and therefore not subject to price escalation during contract
implementation, except under extraordinary circumstances as determined by the NEDA
and approved by the GPPB pursuant to the revised Guidelines for Contract Price
Escalation guidelines.

Bid and Payment Currencies

14.1. Bid prices may be quoted in the local currency or tradeable currency accepted
by the BSP at the discretion of the Bidder. However, for purposes of bid
evauation, Bids denominated in foreign currencies shall be converted to
Philippine currency based on the exchange rate as published in the BSP
reference rate bulletin on the day of the bid opening.

14.2. Payment of the contract price shall be madein:

a. Philippine Pesos.

13



15.

16.

17.

18.

19.

Bid Security

15.1. TheBidder shall submit aBid Securing Declaration or any form of Bid Security
in the amount indicated in the BDS, which shall be not less than the percentage
of the ABC in accordance with the schedule in the BDS.

15.2. TheBid and bid security in no case shall exceed One Hundred Twenty (120)
calendar daysfrom the date of opening of bids, unlessduly extended by the
bidder upon therequest of the Head of the Procuring Entity (HoOPE) of the
Quezon City Local Government. Any bid not accompanied by an acceptable
bid security shall be rgjected by the Procuring Entity as non-responsive.

Sealing and Marking of Bids
Each Bidder shall submit one copy of the first and second components of its Bid.

The Procuring Entity may request additional hard copies and/or electronic copies of the
Bid. However, failure of the Bidders to comply with the said request shall not be a
ground for disqualification.

If the Procuring Entity allows the submission of bids through online submission to the
given website or any other el ectronic means, the Bidder shall submit an electronic copy
of its Bid, which must be digitally signed. An electronic copy that cannot be opened or
is corrupted shall be considered non-responsive and, thus, automatically disqualified.

Deadline for Submission of Bids

The Bidders shall submit on the specified date and time and either at its physical address
or through online submission as indicated in paragraph 5 of the | B.

Opening and Preliminary Examination of Bids

18.1. TheBAC shall open the Bidsin public at the time, on the date, and at the place
specified in paragraph 9 of the | B. The Bidders’ representatives who are present
shall sign a register evidencing their attendance. In case videoconferencing,
webcasting or other similar technologieswill be used, attendance of participants
shall likewise be recorded by the BAC Secretariat.

In case the Bids cannot be opened as scheduled due to justifiable reasons, the
rescheduling requirements under Section 29 of the 2016 revised IRR of RA No.
9184 shall prevail.

18.2. The preliminary examination of Bids shall be governed by Section 30 of the
2016 revised IRR of RA No. 9184.

Detailed Evaluation and Comparison of Bids
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20.

21.

19.1.

19.2.

19.3.

The Procuring Entity’s BAC shall immediately conduct a detailed evaluation of
all Bids rated “passed” using non-discretionary pass/fal criteria. The BAC
shall consider the conditions in the evaluation of Bids under Section 32.2 of
2016 revised IRR of RA No. 9184.

If the Project allows partial bids, al Bids and combinations of Bids as indicated
in the BDS shall be received by the same deadline and opened and evaluated
simultaneously so as to determine the Bid or combination of Bids offering the
lowest calculated cost to the Procuring Entity. Bid Security asrequired by I TB
Clause 15 shall be submitted for each contract (lot) separately.

In all cases, the NFCC computation pursuant to Section 23.4.2.6 of the 2016
revised IRR of RA No. 9184 must be sufficient for the total of the ABCsfor all
the lots participated in by the prospective Bidder.

Post Qualification

Within a non-extendible period of five (5) calendar days from receipt by the Bidder of
the notice from the BAC that it submitted the Lowest Calculated Bid, the Bidder shall
submit its latest income and business tax returns filed and paid through the BIR
Electronic Filing and Payment System (eFPS), and other appropriate licenses and
permits required by law and stated in the BDS.

Signing of the Contract

The documents required in Section 37.2 of the 2016 revised IRR of RA No. 9184 shall
form part of the Contract. Additional Contract documents are indicated in the BDS.
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Section |11. Bid Data Sheet

Noteson the Bid Data Sheet (BDS)

The Bid Data Sheet (BDS) consists of provisions that supplement, amend, or specify in
detail, information, or requirements included in the ITB found in Section Il, which are
specific to each procurement.

This Section is intended to assist the Procuring Entity in providing the specific information
in relation to corresponding clauses in the ITB and has to be prepared for each specific
procurement.

The Procuring Entity should specify in the BDS information and reguirements specific to
the circumstances of the Procuring Entity, the processing of the procurement, and the bid
evaluation criteria that will apply to the Bids. In preparing the BDS, the following aspects
should be checked:

a. Information that specifies and complements provisions of the ITB must be
incorporated.

b. Amendments and/or supplements, if any, to provisions of the ITB as necessitated by
the circumstances of the specific procurement, must also be incorporated.
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Bid Data Sheet

|TB Clause

5.2

For this purpose, similar contracts shall refer to contracts which have the same
major categories of work.

7.1 Subcontracting is not allowed.
10.3 No additional contractor license or permit isrequired
In addition, eligible bidders shall qualify or comply with the following:
1. Bidders with valid Philippine Contractors Accreditation Board (PCAB)
Type
Building - Small B
104 The minimum work experience requirements for key personnel are the
following:
Qnty. Key Personnel General Experience  Relevant Experience
1 Project-In-Charge 3years 3 years
1 Genera Foreman 3 years 3 years
1 Trade Engineers/Leadman 3years 3 years
for Civil Works
1 Trade Engineers/Leadman 3years 3 years
for Electrica Works
1 Trade Engineers/Leadman 3years 3 years
for Mechanical Works
1 Safety Officer 3years 3 years
1 DPWH duly accredited 3years 3 years
Materials Engineer
In addition, the bidder must execute an affidavit of undertaking duly
notarized stating that the foregoing personnel shall perform work exclusively
for the project until its completion. Please see attached bid forms.
10.5 The minimum major equipment requirements are the following:

Equipment Capacity Number of Units
Dumptruck 12 yo®
Plate Compactor 5hp
Concrete Vibrator
Bar Cutter
Bar Bender
One Bagger Mixer
Welding Machine
Cutting Outfit
Truck Mounted Crane 20-25 mts

PRPNRRRRRR
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In addition, the bidder must execute an affidavit of undertaking duly
notarized stating that the foregoing equipment shall be used exclusively for
the project until its completion. Please see attached bid forms.

12 [Insert Value Engineering clause if allowed.]

151 The bid security shall be in the form of a Bid Securing Declaration with project
number, or any of the following forms and amounts:

a) Theamount of not less than Php 123,794.50 or equivalent to two percent
(2%) of ABC if bid security is in cash, cashier’s/manager’s check, bank
draft/guarantee or irrevocable letter of credit; or

b) Theamount of not lessthan Php 309,486.25 or equivalent to five percent
(5%) of ABC if bid security isin Surety Bond.

19.2 Partial bid isnot allowed. Theinfrastructure project is packaged in asinglelot
and the lot shall not be divided into sub-lots for the purpose of bidding,
evaluation, and contract award.

20 No additional requirement.
21 Additional Contract Documentsrelevant to the Project asrequired:

1. Construction Schedule and S-curve,

2. Manpower Schedule,

3. Construction Methods,

4. Equipment Utilization Schedule,

5. PERT/CPM or other acceptable tools of project scheduling, shall be
included in the submission of Technical Proposal.
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Section | V. General Conditions of Contract

Notes on the General Conditions of Contract

The Genera Conditions of Contract (GCC) in this Section, read in conjunction with the
Special Conditions of Contract in Section V and other documents listed therein, should be a
complete document expressing all the rights and obligations of the parties.

Matters governing performance of the Contractor, payments under the contract, or matters
affecting the risks, rights, and obligations of the parties under the contract are included in

the GCC and Special Conditions of Contract.

Any complementary information, which may be needed, shall be introduced only through
the Specia Conditions of Contract.
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Scope of Contract

This Contract shall include all such items, although not specifically mentioned, that can
be reasonably inferred as being required for its completion as if such items were
expressly mentioned herein. All the provisions of RA No. 9184 and its 2016 revised
IRR, including the Generic Procurement Manual, and associated issuances, constitute
the primary source for the terms and conditions of the Contract, and thus, applicablein
contract implementation. Herein clauses shall serve as the secondary source for the
terms and conditions of the Contract.

Thisiswithout prejudice to Sections 74.1 and 74.2 of the 2016 revised IRR of RA No.
9184 allowing the GPPB to amend the IRR, which shall be applied to all procurement
activities, the advertisement, posting, or invitation of which were issued after the
effectivity of the said amendment.

Sectional Completion of Works

If sectional completion is specified in the Special Conditions of Contract (SCC),
references in the Conditions of Contract to the Works, the Completion Date, and the
Intended Completion Date shall apply to any Section of the Works (other than
references to the Completion Date and Intended Completion Date for the whole of the
Works).

Possession of Site

3.1  The Procuring Entity shall give possession of all or parts of the Site to the
Contractor based on the schedule of delivery indicated in the SCC, which
corresponds to the execution of the Works. If the Contractor suffers delay or
incurs cost from failure on the part of the Procuring Entity to give possession in
accordance with the terms of this clause, the Procuring Entity’s Representative
shall givethe Contractor a Contract Time Extension and certify such sum asfair
to cover the cost incurred, which sum shall be paid by Procuring Entity.

3.2 If possession of a portion is not given by the above date, the Procuring Entity
will be deemed to have delayed the start of the relevant activities. The resulting
adjustments in contract time to address such delay may be addressed through
contract extension provided under Annex “E” of the 2016 revised IRR of RA
No. 9184.

The Contractor’s Obligations

The Contractor shall employ the key personnel named in the Schedul e of Key Personnel
indicating their designation, in accordance with I TB Clause 10.3 and specified in the
BDS, to carry out the supervision of the Works.

The Procuring Entity will approve any proposed replacement of key personnel only if
their relevant qualifications and abilities are equal to or better than those of the
personnel listed in the Schedule.

Perfor mance Security
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10.

5.1. Within ten (10) caendar days from receipt of the Notice of Award from the
Procuring Entity but in no case later than the signing of the contract by both
parties, the successful Bidder shall furnish the performance security in any of
the forms prescribed in Section 39 of the 2016 revised IRR.

5.2. The Contractor, by entering into the Contract with the Procuring Entity,
acknowledges the right of the Procuring Entity to institute action pursuant to
RA No. 3688 against any subcontractor be they an individual, firm, partnership,
corporation, or associ ation supplying the Contractor with labor, materials and/or
equipment for the performance of this Contract.

Site Investigation Reports

The Contractor, in preparing the Bid, shall rely on any Site Investigation Reports
referred to in the SCC supplemented by any information obtained by the Contractor.

Warranty

7.1.  In case the Contractor fails to undertake the repair works under Section 62.2.2
of the 2016 revised IRR, the Procuring Entity shall forfeit its performance
security, subject its property(ies) to attachment or garnishment proceedings, and
perpetually disqualify it from participating in any public bidding. All payables
of the GOP in his favor shall be offset to recover the costs.

7.2. The warranty against Structural Defects/Failures, except that occasioned-on
force majeure, shall cover the period from the date of issuance of the Certificate
of Final Acceptance by the Procuring Entity. Specific duration of the warranty
isfound in the SCC.

Liability of the Contractor

Subject to additional provisions, if any, set forth in the SCC, the Contractor’s liability
under this Contract shall be as provided by the laws of the Republic of the Philippines.

If the Contractor is ajoint venture, al partners to the joint venture shall be jointly and
severaly liable to the Procuring Entity.
Termination for Other Causes

Contract termination shall be initiated in case it is determined prima facie by the
Procuring Entity that the Contractor has engaged, before, or during the implementation
of the contract, in unlawful deeds and behaviors relative to contract acquisition and
implementation, such as, but not limited to corrupt, fraudulent, collusive, coercive, and
obstructive practicesas stated in I TB Clause 4.

Dayworks
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11.

12.

13.

14.

15.

Subject to the guidelines on Variation Order in Annex “E” of the 2016 revised IRR of
RA No. 9184, and if applicable as indicated in the SCC, the Dayworks rates in the
Contractor’s Bid shall be used for small additional amounts of work only when the
Procuring Entity’s Representative has given written instructions in advance for
additional work to be paid for in that way.

Program of Work

11.1. The Contractor shall submit to the Procuring Entity’s Representative for
approval the said Program of Work showing the general methods, arrangements,
order, and timing for all the activities in the Works. The submissions of the
Program of Work are indicated in the SCC.

11.2. The Contractor shall submit to the Procuring Entity’s Representative for
approval an updated Program of Work at intervals no longer than the period
stated in the SCC. If the Contractor does not submit an updated Program of
Work within this period, the Procuring Entity’s Representative may withhold
the amount stated in the SCC from the next payment certificate and continueto
withhold this amount until the next payment after the date on which the overdue
Program of Work has been submitted.

I nstructions, I nspections and Audits

The Contractor shall permit the GOP or the Procuring Entity to inspect the Contractor’s
accounts and records relating to the performance of the Contractor and to have them
audited by auditors of the GOP or the Procuring Entity, as may be required.

Advance Payment

The Procuring Entity shall, upon a written request of the Contractor which shall be
submitted as a Contract document, make an advance payment to the Contractor in an
amount not exceeding fifteen percent (15%) of the total contract price, to be made in
lump sum, or at the most two installments according to a schedul e specified inthe SCC,
subject to the requirements in Annex “E” of the 2016 revised IRR of RA No. 9184.

Progr ess Payments

The Contractor may submit a request for payment for Work accomplished. Such
requests for payment shall be verified and certified by the Procuring Entity’s
Representative/Project Engineer. Except as otherwise stipulated in the SCC, materias
and equipment delivered on the site but not compl etely put in place shall not beincluded
for payment.

Operating and Maintenance Manuals

15.1. If required, the Contractor will provide “as built” Drawings and/or operating
and maintenance manuals as specified in the SCC.
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15.2. If the Contractor does not provide the Drawings and/or manuals by the dates
stated above, or they do not receive the Procuring Entity’s Representative’s
approval, the Procuring Entity’s Representative may withhold the amount stated
in the SCC from payments due to the Contractor.
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Section V. Special Conditions of Contract

Notes on the Special Conditions of Contract

Similar to the BDS, the clauses in this Section are intended to assist the Procuring Entity in
providing contract-specific information in relation to corresponding clauses in the GCC
found in Section IV.

The Special Conditions of Contract (SCC) complement the GCC, specifying contractual
requirements linked to the special circumstances of the Procuring Entity, the Procuring
Entity’s country, the sector, and the Works procured. In preparing this Section, the following
aspects should be checked:

a. Information that complements provisions of the GCC must be incorporated.

b. Amendments and/or supplementsto provisions of the GCC as necessitated by the
circumstances of the specific purchase, must also be incorporated.

However, no special condition which defeats or negates the genera intent and purpose of
the provisions of the GCC should be incorporated herein.
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Special Conditions of Contract

GCC Clause

2

Completion of work shall be within 120 calendar days.

4.1

The Procuring Entity shall give possession of al parts of the Site to the
Contractor upon receipt of the Notice to Proceed.

6

The site investigation reports are: [list here the required site investigation
reports.]

1.2

[ Select one, delete the other ]

[In case of permanent structures, such as buildings of types 4 and 5 as
classified under the National Building Code of the Philippines and other
structures made of steel, iron, or concrete which comply with relevant
structural codes (e.g., DPWH Standard Specifications), such as, but not
limited to, steel/concrete bridges, flyovers, aircraft movement areas, ports,
dams, tunnels, filtration and treatment plants, sewerage systems, power
plants, transmission and communication towers, railway system, and
other similar permanent structures:] Fifteen (15) years.

[In case of semi-permanent structures, such as buildings of types 1, 2, and
3 as classified under the National Building Code of the Philippines,
concrete/asphalt roads, concrete river control, drainage, irrigation lined
canals, river landing, deep wells, rock causeway, pedestrian overpass, and
other similar semi-permanent structures:] Five (5) years.

[In case of other structures, such as bailey and wooden bridges, shallow
wells, spring developments, and other similar structures:] Two (2) years.

10

Dayworks are applicable at the rate shown in the Contractor’s original
Bid.

13

The amount of the advance payment isno more that fifteen percent (15%)
of the Contract Price subject to approval by the HOPE and compliance
with the conditions under RA 9184 and its IRR.

14

No further instructions.

151

The date by which operating and maintenance manuals are required is
thirty (30) days

The date by which “as built” drawings are required as part of fina
payment

152

The amount to be withheld for failing to produce “as built” drawings
and/or operating and maintenance manuals by the date required is ten
(10%) percent of the contract price.
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Section VI. Specifications

Notes on Specifications

A set of precise and clear specificationsis a prerequisite for Biddersto respond redlistically
and competitively to the requirements of the Procuring Entity without qualifying or
conditioning their Bids. In the context of international competitive bidding, the
specifications must be drafted to permit the widest possible competition and, at the same
time, present a clear statement of the required standards of workmanship, materials, and
performance of the goods and servicesto be procured. Only if thisisdonewill the objectives
of economy, efficiency, and fairness in procurement be realized, responsiveness of Bids be
ensured, and the subsequent task of bid evaluation facilitated. The specifications should
require that all goods and materials to be incorporated in the Works be new, unused, of the
most recent or current models, and incorporate al recent improvements in design and
materials unless provided otherwise in the Contract.

Samples of specifications from previous similar projects are useful in thisrespect. The use
of metric units is mandatory. Most specifications are normally written specialy by the
Procuring Entity or its representative to suit the Works at hand. There is no standard set of
Specifications for universal application in al sectorsin all regions, but there are established
principles and practices, which are reflected in these PBDs.

There are considerable advantages in standardizing General Specifications for repetitive
Works in recognized public sectors, such as highways, ports, railways, urban housing,
irrigation, and water supply, in the same country or region where similar conditions prevail.
The General Specifications should cover al classes of workmanship, materials, and
equipment commonly involved in construction, although not necessarily to be used in a
particular Works Contract. Deéeletions or addenda should then adapt the Genera
Specifications to the particular Works.

Care must be taken in drafting specifications to ensure that they are not restrictive. In the
specification of standards for goods, materials, and workmanship, recognized international
standards should be used as much as possible. Where other particular standards are used,
whether national standards or other standards, the specifications should state that goods,
materials, and workmanship that meet other authoritative standards, and which ensure
substantialy equal or higher quality than the standards mentioned, will also be acceptable.
The following clause may be inserted in the SCC.

Sample Clause: Equivalency of Standards and Codes

Wherever reference is made in the Contract to specific standards and codes to be met by the
goods and materias to be furnished, and work performed or tested, the provisions of the
latest current edition or revision of the relevant standards and codes in effect shall apply,
unless otherwise expressly stated in the Contract. Where such standards and codes are
national, or relate to a particular country or region, other authoritative standards that ensure
asubstantially equal or higher quality than the standards and codes specified will be accepted
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subject to the Procuring Entity’s Representative’s prior review and written consent.
Differences between the standards specified and the proposed aternative standards shall be
fully described in writing by the Contractor and submitted to the Procuring Entity’s
Representative at |east twenty-eight (28) days prior to the date when the Contractor desires
the Procuring Entity’s Representative’s consent. In the event the Procuring Entity’s
Representative determines that such proposed deviations do not ensure substantially equal
or higher quality, the Contractor shall comply with the standards specified in the documents.

These notes are intended only as information for the Procuring Entity or the person drafting
the Bidding Documents. They should not be included in the final Bidding Documents.
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TECHNICAL SPECIFICATIONS

GENERAL REQUIREMENTS

A

Comipty with the cumend and existng laws, ondinances and applicabla codes. nukz and
requilelans, ard standerds Any works performad sartrary b e axsting [aws, fules and
requlahans, ordingnces and Mlandarda withaw nolice shall beer all cast arising therafrom.

Drawings, spechcallons, codes and standards are mininum  requirements. Where
requiramenls dffar. the mare stringsanl aaph.

Should there be any changes) in drawings or specificalions. it is requead o comply with
e gowamingg regulations, notify the jmplementing agency.

Photographs shall be taken as, whar and where direched alindervals of nol more thae one
e, The phdtodreshs shall be sufficiant in number and locetion, to racord the axect
profrass of #18 warks. The photopgraphs shall ba retained and will bacoma the proparty of
Ik Gowarrmand.

Sita veritication / irspaction shedl ba conduded to validate the scopa of warks. Mo extra
COMpansaon ard axienson of s stall ba given dus to naglipancs of inadverdencs,

The qualily of malesials shall be of 1ha bast grade of ihey raspecineg Kinds 1or Ihe puposs.
Tha work shab aleo ba paforned in e best and most capable marer o st accordance
wilh recuirernants of the plans and datade. All materials rod carfanmirg (o e reguirarans
of thege specificalions shail ba congiganred 35 defective

Al equipmert and ingtalletions shall mest ar exceed minimum requirsmeants of ke
stardards Ayl codss.

Mubsizaian and Dematulizabar {if appicatls)

1. Mopbdization shell nchode all activilies and ralated coste for fraafsportaliced oF oo fll |
aquipmeent, and cperaling supes Lo the ang; aslablishment af offices, buildings, amd
b necassary ganeral faciities for the operations at 1he site.

2. Demobdization shall include all activilies and costs for Iranspodation of parsonnel,
equipment, and supplies N anymore regquired within the congstruclion ska ingluding
tha disassembly, remaval and sila ckean-up of offices and othes cililias astet e on
1he zate spachcall ey 1his contract

Exacuas wark in stnct acgordance widh 1he becst praciicas af the frades in & thardugh,
substantial, workmandike menner by competert workmart. Prowide & Sompedart,
axparienced, Ull-ime suparvieor wiho i= sathonzed to maeke oecisione on behatf of 1be

Coniractor.
Temparary Facilities ard Ulilities

1 AN facities stall B neer the job sie, whara racessary and shall Sorfamm ot sl
starsdand far tha reuirgd by pes.

2. Temporary lacililiss shall ba proviged and mantained inclhrding sanitany facikibes and
firat gid stakiona

3. Temporany Jtilbes shall ba suflicsntl provided until the comgkllon ol ke projact such
ag water, power and Sommunication.
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4, Temporary acclesurs shall ba provided around e consiroction ste sith adecuate
puard Ights, realinds and peoper sigrzage.

3. Temporary roacdways shall be construcied snd maindained to sustain loads 0 be
carmied on them duing the ertine conalnuction penod

§.  Upon complancn of 1he work, the tampoeary faciliies shall b damoalished, haukss-out
and dispised praparty.

K. Adequata consinyctinn sefaty ard heakth pretection shadl be prowided at all timas durng the
axacution of work 19 bath workars and property

1 A fullytrained Medical Aide shall ba smployed parmanesly on the site who shall be
annaged solaly b madical dutiss,

2. The megicH roem shatl e provided with water proofing: it could be 3 Buildifg aF rosm
designated and usad swelusnaly for Ihe purpose and have 8 Noor areg of a1 kast 15
guare melars and a glazed windcw arée of & leagt 2 square metars.

3. The location of the medical mom and any ofier amangemeants shall be mede knawn to
all gmployees by postrg on prominent [ocedrans and suitable nicas in the site

4. Acddiional esfety precauliong ghall kg proviced in the ¢vam of 3 pandamlc. Prokscols
aal forth Dy e QOovarsmart shall Ba siricthy followad.

9. Constrcton satsly shall consisl of comstruction cancqy anc safsly met,

L. Necessary probections ta ihe acjscent property shell fe provided 1o swosd untowand
moidents J accicants.

M. Final cisaning uf the work shall ba empiayed prgr to the final inspagtion for ihe cenification
of fnal acceplanca, Fingl gleaning shall be applisd on each swiecs or umd of work and
shall be of condlion expacied for & Buildifg CRaamifeg e nainienAncs proge e,

Il SITE WORKS

& Al grades, lines, levels and dimensions shall be verfed as indicated on the plans and
dedaila. Any disorepancies of nconsistencies shall be reported bafore commencing waork

B. This ltem ghall congigt of Ihe removal wholy of in par, and salisfactory drsposal of all
buiings, fences, structures, old pavements. abandored pips (es, and any ol
obsiructionrg which are nat dasignated o pamitbed to remain, excat for the obsirectars
It b removad and disposed of undar flher itams in he Contrasd

Ramoval andfar cemalitian of exigting stnuctures shall be done in accordance 1o safaty
procadueas.

C Al excavatons shall be made 1o grade a5 indicated in the plans YWhenaver water 3
encountered in the excavalion procass, it shall be ramoved By pumping, cars being teken
that the sumrounding $oil parcss are Bat SeEiurbed ar rermaved.

[P Cartracies skhal notify 1he Enginear sufficently in sdvance of the beganing of any
Bxtavatiin so thal crogg-sectional elevatlins and measursmemis may ba lakan on (b
undisturbed ground The natueal grournd adgacan bo the shocue shall not be disiebed
Wilhout peaniess o of b Ergnear,

Trenches of foumndalion pits for structures of structure loolings shalf ba axcavated to e
lines ard grades or slevatlons shown an ihe Plans or as staked by the Engineer. They shall
e of sufficaerd sim ta pamit iha plecing of streciures or structura footings of the full width
and iEngih shown T seevations of tha bottome of foolinge, ae howe Stk Places, alall
tre conaidergd @8 approximata anby arnd the Enginesr may order. in wnleg, such changes
in gdimans#gns o alvabons of footings as mey be deemed necessary, W sacum &
saligfaciary Furdation.
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Boulders, logs, =nd eihar objectonable melerials sncountered in eccavation shall be
rempved

After agch excavation is completed, 1he Contractor shall notify tha Engineer Wb that afec
and ro foating, beddng material or pipe culvert shalk be placad unbl he Engirasr has
apprpvad Ihe dapth of excavation and the character of 1he foundatian matensl

D, Al eccavatad materiats, 50 Far as suitshba, shall be utilized as baddll. The surplus metarials
ghal ba disposad of i such manner as nol to obstrucd the stream ar atherwise mpair the
affiency or appearance of Ihe sinsdurs. Mo excavaled malerials shall be depogited al Ay
tirred &0 &5 o sndanger the parly finishsd stnecure,

All backflls shall ba placed in leyers not exceading to 153mm in thickrass and each layes
shall be theroughly compectsd by walting, tampirsg and rallng

E. Soil Poisoning. Thars ars bwo mednoda usually adopted in soll poisoning which are as
| Cwd's:

1. Cordoning. Thiz mathod 8 usualy adopled when lhere s no
visibla avidencs of temite infestetion. Trenches in concentric circles,
squarss & teclangles are dup 150mm o 220mm wide and at leset oné
maler apan and applied with Liquid Termicide Concentrate warking salution i the
rgla of & [Hers par linear melar.

2. Dranching. When soil show tefmile infeztation, this method shall be applied The
building area shall be tharoughly drenchad with Liued Termicida Concenirate
working salution at the rata of 24 liters par square mater.

CIVIL | ETRUCTURAL WORKE
A. CONCRETE WORKS

1. Delivery. Storags, and Handling: All materialy shell ba so celivesed, Btored, Bnd
Mardied a5 ke prevenl tha nclusior of foreign matsslals and tha damags of malerials
by waler or braakage. Package materials shed ba delvered and sioesd i Higinal
packeges urtil raady 1o be uzed. Packeges or materials showing evidence of water of
other demage shall be rejected.

2 Unless slharwlze specified harain, concrets works shall carfarm to the requiremants
of Inm ACH Buikding Coda. Full cooperation shall ba groen on irades fo install embadded
items. Pravisions snell be mads for selling iteme not pleced o the forms. Bafore
concrete is placed, mabacdded items shall hava been inspeded and tasked for conareds
aagregates and ather matarials shall have bear done.

% Malenals

a. Cemart for concrata shalt cordurm 10 the requirements of Specificalione for
Porilamnd Cement [ASTR T —150).

b Vatar used In mixing conosle shall be clean and fres from athar mjuRous
ampurts of gils_ acids, alkaling, arpanic materials or ottier substancos that mey
be geleterioys to concrats or steal.

€. Fine agoreqales shall be beach o river samd sorforming lo ASTM G,
- Speclicalion for Goncrate Agarepates’. Sand particls shall be course, sharp.
chaem Tres Iromn salt, dust marn, din ard all foragyr malters.

d. Soarse aggregates shall be edher nedumal grwel or Srushed ook aarforming
to tha “Specficatsns for Concrate Aggregatoe (ASTM G33) The minimurn
pize of agpegaes shall ba lamgee than one fith (1M of e namwesl
HmansiME Bechasan sides of the o s wihan which e cona@e is 1o ba cast
mor largar than three fourths (36} of the minimum chs Spacing batwaan
reirfiorcing tars of betwesan ranfersing bars and forme.

4. Propariring and Mixing

8. Proportioning and mixing of goncrste shall conlom fo tha raquvameants for
g 495 of 1he slendaed spacfysat|on with the following [ aportions:
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Cament: Sard” Gravat
Cless A" -1: 2 3
ClassB*-1-2 4
Clags“C* -1 2%

b Corerete misture 1o be wsed far concrete shall carform wil 1he stuciumal
requinaTanis
C. Mixing] = soncieie shall be machne mixed. Mixing shall begin within 20
mireites aher iha cament has bean added 1o the aggragales.
5. Foems
a Ganeral - Forms shall be used whatewsr necassary to confing the corgrats

arvd shaps 1 1 the required lings, or 13 M3l {he conerets of Gortam inatin
wilh rrateripls cavng from adj@acent, axeayated surfapes. Foms shall heve
s ffciont srengih 1o withstand 1ha pressun resulling fram plagament and
wihralion of e concmbe, and shall be rainained rigidhy in cornact posilwn
Forms shah ba suffichartly lighl o pravend |orss ar mortes from the Concrele.
Earms shall be %" (Bmm) thick ordmeny phywood and fm [rruear.

b. Cleanirg af Forms — pafora placing e concrata, the sontas sulaoes of the
sermnach hall be cleaned of sacrustalions of mortar, the graut of athet foreign
materiel.

c. Removal of Forms — forms shall be remaved in a Mmann: which will pravam

darnage to the canerele. Forma shaf nol ke removed witheut approval. Any
rapais of suracs imperfections chall be formed at sace and arng sh#l b
siaried 3 goon a5 e swiecs is sufficeently herd to parmit il wilhout furner
damags.

6 Placing Reinfaroament:

Gimal reirdorcamant anell be provided B3 aydicalad. togativer wilk all nacesaary Lie
wites, chAairs, Spacers, SUppots and olher dawmcen recessary lo insiall and sace the
rairdarcement progecly. Al remiscemart, when pacad, shell be Tee frarm koosa, flaky
rust and scate, ail, grease. clay and other coating &rd faregn subsliancas ihal wolld
recluce of dastrey s pond with concraie. Renforeament shall be placed accuralsly
arvd sacured in placa by wae of metal or candiele suppors. spacers ard has. Suh
supipocts shall be used a1 such marme that they will not be sxpesed of cantribube in
any way 1o the discoloratean or dalerioralan of the conGrels.

7. Conveying end Placing Concrele;

a. Corwaying — conaste shall be soryayed from mical to ferms as rapiity as
applicatle, by meihods which will pravernl BEe{ragaian, of \ass of ingreciente.
There will bg na verical drop greater an 1 f meters excapt wners suiebls
equipment & providad o pravent sagregation and wihers apestificaly
authornzed.

b. Flacing - cancrale shall be warked reacdiby irdo e comers and andalas o the
farms and around all reinkes cemert and ambecied dems wilhoud parmitting e
matarial bo segregals. concrete shall be depositad as Cloes 3% possdle to 13
final pasition in the forms go that fiowr wilhm the mass does nol azcasd T {2
mabers gred congeguertly segrepaticn ig raducad I 8 mnetum fser fomms or
gmbadded foms, or sgewhare 85 dmeciag, the dlschame ghall be 5o
comro#ad that he concrete may ba sffectivaly compacted ino hodizontel
lmywrs not axceeding >3 cardimales in deplh within 1he meEmhUr lestaral
rngoyement specified

o Tima imarval behween mwng ead placing Conerele shall be placed batora
imitial 321 has oocurred and belore i has corbained s water scotert for mocsé
tham 45 minules. Mo concrede mix shall be placed baefore 60 comphate
reyalution of Hhe meckife Mo,

o. Consalidetion of Concrate — soncrata shall b consolidatad wxih i Bid of
machanical vibrating eguipment and supplemented by the hand spadmg and

o Paced g
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tampirig. Wibrabors shal nat be insaried nlo Icwer curged that hawe
Commencet wilial 364 and minforcemant embedded in cencepts begoning Lo
sal ar aready sat shall ret be disturbed by vibrators. Cansdidation amund
majar ambedded parts shall by hard spading and tarnpirg and vibralors shall
ned e Lsad.

Flecing Concrete \hrowgh reinforcament - 0 placing concrale throwgh
reirfarcemeant, cane shall ba taken that no segregation of lhe coalse RODregale
poaurs. T The baktarm of beams and slabs, whare tha congastion of sleel near
the forms makes placing difoult, 2 [ayer of mortar of he sama cnert-5and
rplice as Lsed in concrate shall be besl daposited I saver the arianes.

Gancral — Al carcrale ghall be moist cured for 2 penod nat lass han seven
{7} conseculive deys by &0 Bpprayed predbod or combinalion appicabla [
oal conditit s,

Meist Cunng — The surface of the cancrele shall be kept contimioushy wel by
covering wilh burlap plastic o other approved mslarials \haroughly saturated
wilh waler and kpepirn the covering soaying or interrnitent borsing,

9. Fmizhing

Cortrate surfaces shall nol be ptasterad untass Mherwisa imdicaled Exposed
conareta sufaces shell be formad with phawood, and afler remaval af forme
ihe sudaces shall be smooh, s 1o line and shall present or fished
appaatance except far minor defecls which can be aasily repaired wiin
patehing with cement morlar, of can ba grounded to & stcth surfaca b
rarnave all joint marks of the form works.

Cancrete Slabs on Fill. The concrate skabs on All shall be |34l an e prapared
foundation congisting of sub prada and granalas fill with thicknass aqual ta the
hicknesa of 1ha twarloying slab axcspt when ndicalsd

B. MASONRY WORMKS

1. MWesonry Unis (Soncrete Hollow Blocks):

a.

100xrr Whick for el intaror walls and 150 Thick for all adenion walls unlass
Hherwiss indlcatad.

klza 400 pe fior nor-lnad begring acks and YOO psi for kKad bearing blocks
where redquwed.

Vvhuare full height walls ana construcled with concrete hollow Dlocks. s
shall sxtend 4p to the betem of beam ar slat wiless glbermss irdicaled oo
plans. Pravide sfifenar columng and Imlal beams as specified n the
alrgctural drewings of 89 specifiad of a3 deemed requined Lo Assule a
gtabilizad wall due 1 kel and olher congitarahans,

2. Sang:

&1, waaned, tlaan rd greanish in ok
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Martar

e part Podland cement and teo parts samnd and water bul not mare than e
parts sand and water,

Eairfartamant

Tr concretg halkm blogka shall ba reirfarcad with 10mm diamealer dedormned bar,
spaced rd Mo than 0.8 an centars, both wenys.

Plazlar bersd:

Treer mixture of cament plastar for concratea Rollew MOck wall finishes irthCalad in
the drewings shall tre arw part Porlland cement and thres pans sand

Flooe Toppiryg Praparatlen for Tlework, One part Porfand cemem and two ports
e3nd and watar but not moea than three parts sarnd end waler

C. ROOFANG WORKE

1.

Corrugaled galvanized won §3.1.) sheats, including plain aluminum sheets fer rocfang
accasgonies shall be cold-mlied mostng ASTM A-153 and with spaftar coatng of
zinG of et laas thend 381 kyisq.m {1.25 cuncedsq ft.) comloming b ASTH A-525
of pre 67;1585. Unlass albarwisa spacfed or shown on Plans, rocfing sheata shall
be gaupe 26 (0. 48mm thick) end provided in kg $pan Sizes to minimes snd (80§
Sheels shall waigh not leas than 3.7d kgfsgem. and shall be marked or slamgsd
sheewing the gauge, sime amount of zine ceating, brand and nane of mandeciures.
Tesl specamens shal stard beng benl through 180 degraas flal on self without
fractura of the basa matal and withowt flaking of the i eosating.

Ridgamhip rolls, valleys, flashing end courter flashings, gulters and downspouts,
whaenever required, shalf be fabricated fom plain Gl shesls Ridgahip rodls,
Aashings and counte Naeshings shall be gaogs 25, Valbeys, gutiers amd doswnspoura
shall be gaugs 24 onless othansise speciiied an Plans. Wee basket sirarees shall
be galvanized. paugs 24,

Roof ventiators, whenever required shall be fabacatad from gauge 26 plain G 1.
aheats and constructad 10 the dimensions and datails shown on Plans

The roaling shall be secured 1o the purins with min, 2 %" mese 37 long Tek Sarew's.
Provide all-purposs sealent ordar (he fastenars. Ridge mlls, hip mills and valkeys o
b Lsad shall be those compatibls withy e Ga, 24 pre-panted G.E rib-typ roing
sheats. Thay stall lap the rodling sheets gl leest 250mm. The radge rolls, hip rolls
angl valleys shall be riveded (0 1he roofing sheats.

Polycarbonate roofing and surdreahers shall be coverad with Gmm thick Rib-ype
polycarbonate sheeds Be shown ar kg plans. The raofing shall ba securad o the
purling wilh min 2 %" max. 3" long Tak scoess. Provide sl puapase sealand urder
the featenara, Ridgs redls, hip calls and valkeys (o be wsed shall be thase compatibe
wilh the Bmm lheek $old polycarbonate aheats. Thay shall lap e roofing sheds ot
lamal 2580mm. Tha ridpa roks, hip rolls and valleys ghall ba meated to e roofing
Slnirirts.

Al ronfing Stwets adjacent o conorete ollow Hack amd other masonry walls such
as propady lina firewalls, shall be provided with Geuge 26 pre-painted plain Gl
Flastang o send io the iop and over to ibe olher side o 1he wall. All fastenss shall
b placed &t the top of the comugations of e roaling sheets 1o prevent walse ffrom
slarnding arcund 1he fasangrs.

Prevvichs Gmim thick (et (ngdiallon with single-side aluminum Fgil pnar to faztanng
of roofing sheets 1o sarve as (sl proteclion.

D. METAL FABRICATION
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Meterials.

a. St arwd Iron. f not specifed chwrgise, use atandard mill-finished srcheral
atesl shapes o bar #on in camplisnos with AISC Specificatiors far Design,
Fabrlcaton and Ereclion of Struciural Steel for buikings.

b, Bods. Muts, Studs ard Revets. A5TM A 207 and A 525
¢  Screws. Fed. Spec FF-5-05, Fed. Spec FF-8.92. and Fed. Spec. FF-5-111.

d. Misdal Purting. High grede gahvanized stesl wilh minimum tensile siranght of
275 MPa, 1.4mm in thickness oF approved equal.

Fabrwahont.

By mechanics skilled in the wede amd in acsordance with tha manfadsars
diymctiong. Matahwotk shall be tavicated o ko Tor expansicn @nd contraction of
materials. Prowde wakding and bracing of adequate strengtn amd durability, wilh tyyhit,
flush joints, dressed smooth and clean Complede with bolls and nuts.

Maal Surfaces.

Suraces shall be clesn and frea from gl eceba, Raks, tusl and st pilting, well-
formiad Bnd fnishad to shape and size, with sham linas. angle and smoolh surfecs.
Shaaring @nd punching shall leave clean rue lieg and surfaces Wald ar riesd
parmarent connections. Yvald and fush rivets shall be used and firshad Mush
smooth an urfaceas Ikt will b exposerd atar ineialkation. 0o oot Lssa screws Of boiLs
whate they can ba avoided, when used, haads shall be cowtessunk, soewad up
tighd and threads nickad 10 prevent [oddsenng.

Caonshusstson;

Thecknass of metals and details of sssambly and suppods shall give ampla stranglh
and &lithess for the minimur [cads spacilied of andicated. Joints suposad 10 waalhar
shall be Forrmed 1 exclude waler.

Whelding:

Ltse wekling ebectrode E70xx and perform welding, vwakding inspedisan and OITeCiive
wakinyg in accordancs wih AWS D1.1. Yvekl in a mamrar D prevent pesrnanent
distorion of I connected parts. Wek cenlinuausty along tne anfire area of coniact
{axcapt whers tack walding is parmitiad Do not teck welkd #xposed 1o conmeckions)

Grifed smaoth vigioks wadd in shed insallatoon.

. ARCHITECTURAL WORKS

A, FLOOR FIMSHES

=

1.

L e

Cament Floor Fnish. Morter ioppityg shall ba cne part Porland cament aned thras
paris fine Spgoragate by Iopsa yHuma.

Finish topping shell be pure Porlland coament properly gradad, rigreed writh weater o
appioved consistency and plasticaty Whara required o be colorad cermart fleor finish,
ed &t grsen oxide powder shall be pramieed with Portiand camant complying with
firwsh topping requirements and the desired cogr meneity. Coment Hiear fimish fogr
hardener shal ba premixed Bs requied and apphed in accordanch willh e
manufacurers netruction mandat.

WALL FINISHES AND PARTITICHNG

Cwerant Plastar Finish. Monar mictare for brown coat shall be freshiy prepared snd
uniformhy mixed o the proportion by wAume of one par Farlland cament, thrae (3]
parts send and O fionarth (104 parl hygrated lirma.
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Finish cost shall be pue Potland camerd proparly graded confloming lo the
requiirernarits angd miged wilh weder 10 gpprosnst] consistanty and plasiicly.

. CEILING FINISHES

1.

Fibey Cament Boand on Metal Frame, Tha cailing malsrials i be uzed shall conform
te the sampies approved by the Clly Enginesr All ceiling warks ahall bé dome by fhar
experianced and qualified Io do ihis parboutar specialy trade. The mstadalion of oeilng
materials shall ba in googrdanca with tha detailed section and with e manufachsrars
maral Instruclong. Ceding materlais shall be cut as requinad ta A e parpandiculas
condition and shauld B properdy securad by anchorage and Mher sccessonas 1o
complede the installalion Mo mechienical wovk shall ba sxpesad an the finish work All
joirs. araund slectrical autlals, pipas and Sther works exiending Ivcugh melerialg shall
bway sahadend wilh caulking.

2. Elab Soffit.

D. PAINTING WORKS

1

Fairt Malenals. All types of paint matarial ard other related products shell ba subjact
1o tesl a5 to material compogilon by the Bureau of Resaarch and Stendard, DFWH or
the Mational nslilule of Soance and Technology.

Tindwig Cokys. Tmiling colors shall ba frsd grads quality pigrienl ground in dkyd resin
that digpargas and mxes aagily with paint 1o produca the color degired  LUge the same
brand of pent ard tinkng color (o effect good paint body

Skim coal Skim coal &hall ba fing powdar bps malenal ke kalzam e that can be

mixed irto puoity consislancy, wilh od-basad prlmars ard pants o I minos surface
dents arnd mparfadhans.

Pamnl Sonedule
a Extericr Magonry Wall (plain cament plastared finiah ta ba pairtad)
i. 1 coal skim casling, 1 coat primer. 2 coals alastomer]c paint nish
b.  Inenor Masonry Wall (plein cement plastersad finish 10 b painled}
i. 1 coal skim casling, 1 coat prirnar, 2 coals ates pairt inish
o Inarar Oy Yyeldl
i1 coal primer. 2 coatls [alex palnt finish
d. Cailing Boards
i. 1 coal primar. 2 coats [atex palmt finish

g Sleh Soffit

i. 1 coatprimer. 2 coats lees paint finish

f.  Metad f Stoal Sudfeces

i. 1 ooatprimar, 2 coats epdry enamel finksh

Surface Preparsfion. All surfaces shall be in proper cordon to recaiva the Minish.
Wioodwiorks snell be hend-sanced smooh erd dusted clean. Al krat-Holas  pibch
pochkets or sappy porlions shall be saaled wilh natural wood filler Madl holes. cracks or
dafacis shal ba carafulby pottisd after the st Coal matchirey th cokt OF paind.

Intaricr  woodwarks shall be sandpspsred betsesn ooats. Cracks, Foks of

imparfadions in plasisr shall be filed with patching compound and smebad OF o
mslsh eedjgining Surfaces.
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Corerete and masonry sureces shall be coated with concrate neutralizer and allcwed
1o dy before ary panting pomer coat is applied When surface is dried apply first
coalng. Halrine cracks and uneyenmass shall ba patched and saaled with apptvead
puly Or patciung compourd. After all dalscls ara corrsctad apply \ha finish coats as
specified] on the Flans (oofor scheme appraved}.

ktalal shall ke clean, dry and res from mill scale arnd rusl. Remove all greasa and o
o surfaces. Wash, unprimed galvanized metal wilh etehng sohtion and allow il 1o

dry. Vhere raquired to prime cost swfage wilh Red Lead Primer same skall be
appravesd by M Enginasdr.

In agkidean, the Coniractor shall undenaks the follcwing

8. Woads, orechs, nick o, will be repased wilh propsar palching material and finished
flushed with surroundeng sufacas.

B Marred or damaped shop coats on melal shall be spod primed wih appropriate
rretal praver.

<. Pantng and varmishing works shall ngt ba commenced whan o i teo hot of cold
d.  Aliow approprigig vaniitation dunng appkiation and drymg paricd

4, Allhardwara will ba fed 3nd ramoved or protected poar ta pearding and wamiskig
wWorke.

Apphication. Femts when epplied by brush shall pecome rondluid, (RIck snough: [ lay
down a5 aoeguate im of wet pamt. Brush marks shall have Nawed oul after application
e graind.

Fainls made for gpplication by roller mual be similer 10 brushing paint. (E ot B -
slicky when thnned 1o spraymp vissoaty 56 that i will bregk up easily nlo droplats.

Pl is atomizad By Righ pressute sunpng rathar than broken up by tha (rgs yolyme
of air mixed with &4 This procedure changes 1he regquired proparbes of tha pairt.

Application shall e g9 per paint Manutacturers spechcaion and eeemmasedalion

Provide all drop cloth and olher covering requisile for pralection of floors, walls,
Alumiriut, glass, finishes and athar waorka.

All spplicalions and methods used shall stricity [ollow the Manufzcumers Insinictions
and Specificalions.

All surfaces including masonry wall shall be thereughdy cleaned, puttied. sandpaparad,
rubbed and polishad; masonry well shall be tregted wilh Meulralizer.

All segpoeed findsh herdwans, lightng madures and aceassories, glass and the like shalt
e Bdequately pridectsd S0 Ihal (hese are nat stained with paint and olber painidg
materigds pror b pamiing warks

Al other surfacas andangared by slaing and past marks should ba taped and coverad
with craft papar.

Y. SANITARY f PLUNMBING WORMKS

A,

1.

Camply with the curent applicable codes, ordinances, and regulations of e authoriy ar
aulierities having jwigdiglion, 1he rles, régulations and requiremerds of the wtility
companies (&6 applicable)

Supply, installation and testng of the fedlcaviceg:

Starm drainags sysem complete o ol respect including but nod firmded 10 comysstan
tr existing Slom draraga, submit@Els. shop dewings, pipes. fWlings. vahag,
Clednoul, drains, atc. Complele ang operalional.
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C. Workmanshe and instedlstion methads shall confam 1o (he best moder practice. Employ
skilled rageamen 1o parform work under the direct supervision of fully qualfiad parsonrel.

0. Al squipment and nstallations shall meel or axcesd minimom requeements of e
Standards erd Codas as speciiied in plans and program of wark.

E. Insled equipmend i sirict accordance wilh merufacturars. writtan recommertiaticns.

F. Physical sizes of sll plant and squipment are to be sunable far tha spacs aliocstad for b
ascammodalon of such plant and equipment, taking slo sccourl R requdremesnt of
acopss for mamtenancs pUposes.

5.  Insakcting makes and types of equipmert, tha Condracior shall azcertain thet faclitias for
proper maintenance, rapar arvd replacenhent ara prpvided

H.  Whate the ConTadrr proposes fo use an item of aquméard Hbker than e spechied or
detaibad i e drewing, which requires any redesign of Ihe system, drawmngs showing ihe
layaul of the equipmant and euch redaslgn g6 required {hersfore shall be prepersd by 1he
Conlractor Bt his owr expenass. Yhers such approvad devishan nacssanaes a diffaren
quandily and amangement of materiats and aquipment’s fFom that originally specifed o
indicalad in the drawings, tha Comracter shall furnish and nsiall any such additional
malerials and equlpment's raquirad by the systern at no sddilicnal cosl.

| Ecupment catalogua and manufacturecs specificatians mMust ke submilied for expeminalion
and cetsils shall be submittad for spproval bsore any squiprnent is o ba crckergd.

1. This ghal wncluda all rfommation necessary b aecertain the aguipmeant comply with Has
apecdicalion and drawings. Dala and sales catalogus of A geraral nature will ni ba
accepied.

K AN materials, squipment, componeants and scoassares shall ba dersarad o the Site ing
new condilian, propery pecked and protectad against damage or conesminabion ar
dietarkan, breskege o structursl weakening due Io handing, adversa waalher or olbhar
icumstances and, a3 far ag practicable, they shall be kept in B pEcking caseE Of under
approved protective covernga until required o s,

L Ay tems sutfening from damage during manufaciune, or in fransit, ar an gita whilst m
storage of during eveclicn shall ba réjecied and tepfaced wihout auira cost.

M. Al sapibery Wilimgs and pigewerk zhall be cleanad after installation and keag tham in & new
corrdiliem.

M. All metalied prpelines shall be fushed through with water, rodded when necessary to
ansure clagrancs of delris,

¥ Cleaning and fMuehing shall be carfied ou in saclong 54 the malallaton beconmes
campleied.

P The Carbraclor shall carty ot hydraulie tazt on the complete plumbing systems and the
drainage system Ia shaw thal it iz lunsicning salisfactarily within e requiremerds of this
Specrfalion amd [seal reguiations.

0. ThaContreckr Ehall provide suilable 1ast pumps end emanygs for 3 aupphy of waler requirad
in conredian with tesling of pipawork The el pump shall be Titied with pressure gaLges
which shall be of suitabke rangs [or the presiing baing apolled

. Hydraulc lasts shall be camad ol 58 the pipawork o inslalied #nd shall te compladed
hefers chages in walls ard mucts are closed. Also st shall be carried ou priord 10 falsg
cailira and othar fishes are nstalisd.

S, Tasting appamats shal be providaed by the Contracio. Where ary saction of pipewaork or
equipmert i4 Lnatda to wilhstend the mes mm pipework 1ast prassure, [t hall be isclated
durieig the pipeesork, test e that saction of ppawerk of egqupment shall ta re-estad &t
the Bppropiale Est presburs.

T. The Semtary Gor@ciar mus o ry cub any additional [ests requined Dy Ihe ard-user andis
Eproying agency

Page 10 of 15

L




. DED2023_Q353

1 |0 NO. De-2023-0061

L. Dramege pipa shal ba iested by [ing 1ha pipa with 3m. of water igher 1han (e 185t
sactaon and wail for 15 min. than check for leakage ol avery pints,

V. Tastng of dranege systems shall be camed oul = sections by dividing ke gyslem
horizontally. Each seclion shalf comprise pipework ard fiting for threa MRarsstoneys
recpuiraa for tasting.

W Drainage prezsure pipe =hall be hydraulic tasted at minimum presgure S0 pai

X Hengers and supports for plumbing piping and squipmend shall withsterd the efacds of
ravily |oads ard shrassas withe limms 3d under condiiona ndeceted aocording ta
AGCEISELT

Y Install hargers and Suppans 1 allow coarolked tharmal and s#ismic movemend of piping
systams. o permil freedem of movament betwean pigte anchers, and 1o fAcidats actan of
axpansicn jomts, eapansion ioops, expansian Bands, od simibr ks,

2. Install [aleral brachng wilh ppe hangsrs atad sUppans o prevent swaying.

A&, [nztall building eftachments withn congrete slabs or eltech to structural siee!  Install
agddanal allachmands at concmirated [aads, including valves, flanges, and atrairars, NP
2-9/2 (DM 65} and |amgar arnd at chonges i diceddion of poeg S1al concrete Ingerns
befora conerete i placed; fadlen inserts 1o orms and ingtal reirfgréing Dars theough
openings at top of inserts.

BB. Inetall hanpers and supports sa thel pipng ve ard dead loads snd stressas from
el will nod Be irarnrmitad 4 Sarnmched acquigirrsend.

CC.insdall harngers and supoots 10 provids mdicaled pags 3lopes and 1o nol axoead maxemu
pipe deflections alowed by ASME B21 .8 far buikdmg $6rvicas pipang.

ELECTRE-AL WORKS
A COMOLHTS. BOXES AND FITTINGS

1  Thig dem shall congisl of Ihe fumishing end installaton of e complaté canduil wink,
sonzisling of alectrical conduils. conduil boxes sUch a5 unction boaes, pull boxes,
Wity bowes, octagonal and square boxes; conduil fittings, Such a8 couplrgs, looknuls
ond bushmgs arsd ciher alactncal materials needed to complate Iha conouit roughing-
ir wetrks of this propac.

2 AN rmetariats shall be brand new and shall be of the approved ype mesting all the
requiramats af the Fhelippese Eactncal Code ard bearing the Philippne Starciard
Agency (PSA) mark.

3 AR works ihroughout shalt B esoeculen in the best praclice in 8 wirkmanke manner
by mualifies and sxperenced slecinciens wrkker tha immadisle suparnsion of a duly
licmnaed Electrical Engirnas.,

4  Tha work to be done under this division of spechications consisls of the Fabricetion,
fumishiryy, dalvary 2nd netallabon, camplets in all datails of tha electrical work, at 1he
subject pramises Snd all work maledlals scidental to the proper comphstion of he
installation, wxosat those parane of e work which are exprassly slated 1o be done
by piher felds A works shadl be dora in accordance with the rules and ragulations
arid with the spacifications.

5 Aljighting fixtues and lemps are 35 spacified and listad on lightng iodore scheduke

5. Al grounding syslem instalaton shall be scaculed s accordance wilh the approved
plans. Gmounding systam shall include buikding panimater ground wees, Jrownd rods,
clamps, cannectars, ground walls and ground wirg laps as Shawst 0 ha 3pprosed
design

7 Al auxiliary systams guchn 52 tedaphnna and irtarcom systam lme dock syslam fira

alamm system and public addressinurge’s cal’pagng system instellations shall be dong
W A with (B appacoved design.
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Upon complstion of the electrical consiruction work, e contractor - shall peownde all
tesl equipment and personnel and B submit writken copies of all tast resulis.

Tha contracior shall guarartes e weedricsl inglalktion are done and n aocordancs
wilh {he approgved plans and specificatons. The conlracior shall guarantes thal he
siacirical systems ama free kom all grounds and from all defective workmansing ard
matarials and will rarran so for a paiad of one yaar rom date amd accelancs of
workis, Any defect shall ba remeadled by the Contracior al his own expense.

E. "WIRES AND WIR WG DEVICES

1.

This lam shall camsist af the fumishing ardd inglallation of all wires and wiring Sevicns
congigling of aledcric wires gnd cables wall gwilches, conveniense recaptaches, heswy
duty receplacies and gthar davy|cas Shown 0 (e approved Flans it nat mantonead
in Ihege specificabions,

ires and cablas shadl be of he epprovad Iype meeding all the reguirements of the
Philippine Elecirical Code and beanng e Phippine Standard Agency (PSA) mark.
Unlass spacified ar indiceted cierwise, all powar ard lighting conduchors shall ba
egulated for 00 valts. Al wires shell be copper, sofl drewn ard annealked, amosh and
of eylindriced formm and shall ba centrally keaied insice the insulaton.

Conductors ar wire shall not be deawn in conduils undd eftar the carmnant pidtear is 4y
and e condus are thamughly cleaned and free from it and moisiure. 0 dresng
wiras into conduits, sufhcient alack shall be allowed to pamit essy cormactions for
fixiuras, switchas. receptacias and athar wirng devipes withaut e use of sdditional
splices.

&l conductors of Corveniance outkds and ighting branch circuit homerana shall be
wired wilh 8 minimum of 3.5 mm in size. Circuil homeruns 10 paneioards shall not be
smaller than 3.5 mm buwt all homenuns t panelbaad mare e 30 meders shall rat ba

smaker than 5.5 mm. Mo condedar shall be less Ihan 2 mm in siza.

Al wirgs of 14mm and lrger /1 size shall be connected o panels erd spparalus by
maans of approved type lge ar comnectara of the solderises typa, soflicoanty Lange
wrcougt o arcloss ol strande of tne condustor: and seclely lastersed. They shall not
kwosan under vibration or normaal siran.

All joinds. taps and splices an wras [ger than 14 mm shall ba made of suitable
eoldariess connectors of the appraved twpa arid sima Thay shall be tapad wilh rubber
end PYC tepes providing insadkatice nat kess than that of the conduchors

Mo splices or jnints shall be parmitted in either feedar or branch condudons exoapt
wilhin caitled beoees: ar apcessibla junchion boxes ar pull bexes. Al jorts inbranch Gircust
wrirn] shalk be made mechanically and alesirically secwsd by approvad splhcing
cevicag and taped with rubber anid PYC 1apes n a manner which will make their
insutation ag thed of the conouctor.

Al wall swirchas and recaptaclas shall ba fitled weth standard Bakediba facw plate
cowvars. {ewvica plates for flush mounting shell be inetalled widh &l four edges in
continuos cordact with fnishad wall surfacas wiinod the use of colled ware or semilae
devicas. Plaster fillg shall e e permitted Platas installed in wet Iocations shall be
gasketed

When more than one awitch or devics ig indicatad in g single lpoation, gang plate snall
fa ygen

C. FOWER LOAD CENTER, SWITCHGEAR AND FANELBLOARDE

1,

Ths Hem shall carsist of the furnishing and nstallatkon of the pawar Ioad cenbar unil
sobstation or kw voltage switchgesr ard déstribution panelbocards &l the kogation
shemn or the approved Plans compleata with transformer, circul braakers, cabinets anod
all ancessanas. complately wired and ready lor service.
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2. Al malerads shall ba brard resw 2nd shall ba af the approved typs meating all tha
restpiramart= of ihe Phiippine Elecirical Code end baering the Philppina Slanderd
Ay |PSA) mark.

3. Powar Laad Center Unil Subsizstion. The Comtracter shell fumish and mstell an indoor-
typa Power Loed Cenler Unit Substation at the lozation shown on the epproved Plans
i requred. it shall ba lotally metal-endossd, dead front end shall consiet of the
folkwing coordinated componerd pars:

& High Yoltege Primary Sechon. High voltaga primany incoming lime gechon
consisting of the folkowng parts and relaled 3oCass0Hs,

i Omg (1) &ir-filled Interropder Switeh, 2-pocibon (gpar-cinse) installed in a
suilatsa i filled metal anclosg s and shall have sufficksn indsrmupling cepacity
o camy the aechical kad K zhall b provided wilh key inledock with e
cubicle for the powar Fuses ta pravard access 0 he fuses unless e swilch 8

part.

ii. Thréas (A}pawer fuses mouniad in Separats sompanmends wilin b switch
howging and acceasible by 8 inged door.

li. Cine 1} & of Righ valiage pothaads or J-canducied cablas of Ihrse singke
eoductar tatbas.

i¥.  Lightnng arreeters shall ba sustaled ail the high yoltags cubecle f required.

ke s (i) and (i} abowe could be substihded with & power Circul breaker with he
comect rehing ard capacity.

B, Transfoomear Sectar. THe raestormnm section Shall consist of @ power Transfonmer
wrih ratings and capacdias &5 shown on tha plane. it shall ba oil kuid-filled foo-

flammable typa and desigred it aceordanca with tha [atest sppliceble sEreiecs

The ransfarmer shall be provided with four (4) approsimatedy 2 142 55 radea KA
taps on the premany winding in most cases ore 1) above and threa (3 below rated
primary vakape and shall be changed by means of externally gang-operaled
mamnal 1ap changer onty when Ihe frangfamer B oe-anergized Tap changing
uricher load s acteptabhs F ransionmear has baan 30 desgred.

The following accesscries shall be provided with the rensformer, ramedy: drain
wahe, sampling devica. filling  connaclion, qil liquid level gaugs, prourd pad, g
filer presa comnection, [ifting lugs disgremmelic nameplats, relisf vabo,
thamomater and other necessany ralatad aooestaras.

The high-vollage ard [ow-yolage tuehinge ard transitizn flenpa shall ba proparhy
coardinated for Feld comnection te the Roomeng ling saclion and kow woltege
swilchboard saction, respactnaaly.

<. Low Yollage Switchboard Section Tha low-voltage swiichbozrd shall bé standard
modukar-unitized units, metak-byilt dead fond, safely typs conslruction amd shall
congigl of the falkawing;

i. Switchboard Housing. The housmg shall be haavy gauge stoal shast, dead
fromd type, gray enmmed fnizh compkate wilts frame suopors, stasl bracsngs,
gteal shast panelboards, removable rear plates, capper buskars. and sl oiher
MECAZLEry acoaasoies 1o nsure sufficient mechzmical sirsngin and safety. It
shall be provided with gmuntie balts and clamps.

I Secondary Metering Section. The secondary medering section shall conglsl of
ored (1} adwnele, AC, ndicaling type, one (1) voltmedar, AC, ndiceting bype,
one {1} ammeter trangfer awitch for 3phase; one {1} wolimatar ranster swich
for 3-phase; and curment tremsformess of sulabka rating and Sagacily.

The abowa-mentionsd imstrenants shall be Bstalked in one comparimeant

above e mair Bragker anc shall b complate widh all neceasaly accagaoiag
comphaaly wirsd, refdy 106 Jze,
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i Bdan Cawcuit Breaker. The main cimuit braskar hall be draw-ou Wy pée, manualty
ar elecirically gperaled as raquirad with raticggs and capacily a3 shown an ihe
approved Flang,

The main breskar shall include irsulated comirol switch i electncally cparalad,
marmal trp button, magnetic rpping devices. adjustsble Lima gvercumand
piclaction and Instantenecus shor ot tip and all nadesary ScCcEesSoNES
e Esure sate and eNicikent operation

iv. Foodar Cacuit Breskers There shall b8 as many (eader breakiers 83 are shown
on the gingle lire disgram of schematic riger diagrem and echedule af kieds
and computalions on the plans The cicuit braskars shall ba drawout or
malded cass a5 raquirsd. The cwcut breakers shall esch have sulficierd
IrteTLHing capacily and shall be meanualby opsraied complate with Ing dewicas
and Sl NeCessary aoCessaes o inswe safe and sficsend operation. The
rurmbse, ralngs, capacities of the Mfeedar brench cirouit breakers shall be a3
shown on the approved Plans.

Circyit breakers shall aach he of the mndealing bpe, providng 'ON' - "0OFF and
"TRIF" positions of the operaling handles and shall each be provided wih
nareplala for branch cirguil designetion The caicut bréaker sHhal ba 50
dasigned Lhal an owetlosd of shiet 3 20 pold auiomEtcally causas alk poes

ta open

d.  Low Volage Switchgesr (For projects requiing low-wiiege switchgear only). The
{ontractor shedl fumish ard ingtall & Iw-mitape swichoeass & the location showr
an the plens I shall be netercled. dead fronl, free stacdhing, salety type
congtnection and ahall have coppar bustars of sufficient size, braced o resist
alkrwable oot mean square (RME) symmalrical short gircuil stragees, and all
necassary accessias The kow-vollage switchpaar shall consist of the swdchgess
howrsary, Sooondary matacing, man breaker and feeder branch circuit.

&, Groundiiyg System. Al non-cumen camying matallic parts like conduils. cRbingts
and equipmenl framvas shal be properly prounded in accordance with the
Fhilippine Elactncal G, [a1es sdhon.

The gize of e ground reds ard groutsd wirgs shall be 83 ahgwn on the sppecvad
Plang Thea proored resistarcs shal nol b8 more than 5 phmes

. Panalboam:e amd Cabmots. Panetbodrds shed conform o the schedule of
panclbomrds ®e shown on Ihe aoprowved Flang with raspecl 10 Suppdy
charactenslics. ratng of main lugs or main sorcud breaker, number and ralings and
capaciies o branch oot breakers.

Panolbaards shall consist of a faclory complsted: desd front assambdy mounied in
an eecdasing flush fype cabingl consisting of code gawe gakancad shesl sieel
b wilh frim and dooe. Each doar shal be prowides with catch ook and tes (2)
keys. Panelbomeds shall be provided wih diractories snd shall be preted 1o
adicale loed senved by aech timsail,

Panelbaard cabnsis and s ahl be suitehle for the type of mauntivg $hawn an
the approved Plens. The inside ard cutsids of panelboard cebinets and trims shak
ba [actory painted with cne nast-proafing peimes coal and tea inish shop coals of
pear gray anamat

R,

Maw and branch cireuit breakers for panedioerds shall haye the raling, capatity
and number of poles as shown on e approved Plans. Breakers shall B tharmal
magnatic type. Multipte breaker shall b of (e Commicn g bype havang a single
opargting handle.  For B-ampere braakoar o 33, d may coneigt of sinpda-pole
breakar parmensntly assembled &l the factory sbo & multi-pobe wnil.

4. Tre Contractar shall inatall 1be Power Loed Cenier Unit Subsiation of Low-Yollage
Switchgwar and Panelboards i the locatlora shown on e agproved Flane.
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Standard panels and cabinets shetl be usad srd assemnbled o the job. A panels
shall be of dead front consinuction fumished with Wims for flush ar BUrface mounting as
regrired.

D Comply with the current applicabae wodes, chdmancas, and rsgulabons of (he aLdhority or
authorities having priadiction, the mules, requlaorns and requeemenle of tha ity
COM CENiES (85 applicabla),

E. Drawings, specicstions, codes ard alandards arg minimym requTEemerts. Whan
requeramerts diffar, dwe mone siringea apply.

F AN equipment snd inctallations shat meal or excesd minmun requiraments of Ihe
Starwlards and Codes.

G. Executs work in sinel accordance wilh Tha bast practices of the frades in a thorowgh,
sybatardtial, workmanlke manrsar by carmpetent weskman.

H. ¥han the tesis and wispactions have bean covmpleted, 8 lpbed shall be attached o all
Tavices tesied. The [abal aha preasioe e riame of the teating crampany, e dale tha Igsts
ware tompieied, ad ike inltiads of the pe s Wwho parfarmed e taals,

Prepansd by Checkend by,
ENGR. JOHN H:Eﬁl;TH T. BALMACEDA EMGR. E.J H G ICAWAT
Flanning ard Design Divissan Plannirg and Deslr Divisaan
Fage 15 of 15
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Section VII. Drawings

[Insert herealist of Drawings. The actual Drawings, including site plans, should be attached
to this section, or annexed in a separate folder.]
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WATER EFFICIENT
LAVATON SHALL BE WITREOUS CHINA, WALL FLING WITH REAR OYVERFLOW, POCHET ARG
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URLEES OTHERWEE MOTED MIMRLRA L0 OF WIS Sdal L I R B0 MW, COPFER WERE AL L WIRER SHD LE5E THAN FHrem,
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HE) MILL IV TIRS LOCK-LTE T A
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(PAMEL:  MD# 1 GROLND FLOOR
MAIN:  LISAT, 100AF, 2F, 230V, MCCB
ckTNG | voLTs ENTLET OTHER LOAD SERVICE o OOEENELD | ooy ] VOAT CIAGNT SIZE COF WIRE
Lo o Al Ch BC AMPERE |  HREAKER
— 230 LPP] 20,96 4820.00 | 3047, 20, Boit-On | 1 - 5 Smm? THHN + 1- 3.5mm? TW (G) i 20mm@ PVC
__# &30 | Lhira 20.52 472000 | WRT, 2P, Beft<0n | 2+ 5.5mm® THHN » 1- 3. %mm® TW (G in 20mmif ey
3 230 LiP3 .52 4720.00 | I0AT, 2P, Bolt-On | 1 - 5.5mm? THHM = 1 - 3.5mm" TW (6] in 20mmi@ PYE
4 230 LEpd .53 472000 | I0AT, 2P, Holt-On | 2- 5 S THHM + 1 - 3.5mm” TW [G) in 20 PYC
21 &0 Spare
& ) Spare
o 8252 | 000 | 000 | 000 | 189000 =
| = [IEEE0.00 230 #2152 Ampores
Faedaer Line:
Une: 2 - Benm® THHM + 1 - 30mm® TWG) 10 32mmee vE
PANEL  LPPE: GRAOUND FLODR -
RAIN:  30AT, J0OAF, 2P, J30V, Bodt-0n
eXThG, | voLrs RUTLEE OTHER LOAD SERVICE AR LD x| VOAL LRI SIZE OF WIRE
i ) o _AB A [ AMPERE|  HREAKER
i 230 q & - Wall Fan 3.4 700 |20AT, 2P, Bolt-On| 2- 3.5mm® THHN + 1- 2.0mm? TW (6] in 20mm( PC
2 i ] B & - Wall Fan ET ] TN | 2007, 28, Bolt-0n| 2« 35mn® THHN & 1 - 2.0mm? TW £5) Tn 20mm@ ByC
1 PE ] ) R} 900 | 204T, 2P, Bolt-On| 2- 3.5mm” THHN + 1 - 2.0mm® TW (G} |5 200imd PYC
4 130 14 1096 2520 | JOAT, 2P, Baft-0m| 2 - 3.5t THHIN + 1 - 2.0rmen® TW {G) in 20mmid Py
5 230 Spare i
fi 0 Spare
7 | =0 - Spare
L 23 Spare
TOTAL .58 (XY .00 000 | SH20.00
| = (4E20F ray 56 Ampares
Fradir Line:
LB 2 - 5, 5nm! THHN + 1 - 3.5mem? TW 5] in 20mmid PVE
PAMEL  LPFESECOMND FLODR
RASIN:  JOAT, I00AF, 3P, 330V, Balt-On
' CHUITLET i AMPERE LOAD WOLT CIRELAT
GRS Lo 0 CAHEEAAT YE s AR A ]9 gl AMPERE BREAKER N
1 FE 4 k- \wall Fan 3.04 700 [J04T, 2P, Bali-On| - 3 8mm® THHN + 1 - & Gemm? TW {68 in20memd PYC
7 0 4 fi- ail Fan 1.04 L 0 |204T, 2P Balt-On| 2- 3 Smm? THHM + 1- 2 Bmm’ mﬁu.—.mmm@wc
E 240 E 448 B0 20T, 2P, Balt=-0n| 2 - % Smm? THHN + 1= 2 imm? TW G} in 20mm@ pyc
4 230 14 10036 2530 (30T, 2P, Bolt-Onf 2 - BSmm” THHN < 1- 2dmme? TW (G in 20mmd Py
5 23 Spare
i %0 apare - —
7 pT) Spate
8 7 Space
TOTAL 20.52 000 | 6D 000 | 472000
I = [4720000F 33| HMLED  Amperes
Fepgar Line:
Use! 2 - 5.5rmm? THHM = 1 - 3.5mm® TW (G] in 20mmi Py

24-00011
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PANEL:  LPP3: THIRD FLODR
PARIN:  BOAT, 1004F, 2P, 230V, Bolt-On
OUTLET : ARPESE LOAD
CET ND, J VIOLTS CTHER LOAD SERVICE ki SHE N SIZE OF WIRE
j 16 Co AR 4 B AMPERE BREAKER
1 30 4 G« I¥all Fan 104 0 | XA, 2P, Bodt-Lin] 2 - 3.5men® THHM + 1 - 3,0en® TW (5] In 20meng FViC
2 0 4 G- Wall Fan 304 00 (20T, 2P, Bolt-On) 2 - 3.Smun® THHN + 1 - 2.0mm" TW [G) In 20mmg PYC
3 Hn 8 344 800 [20AT, 2P, Balt-On| 2- 3.5mm® THHN + 1 - 2.0mm" TW [G) In 2mme PYC |
A 230 14 10495 TR |I0AT, 2P, Bolt-0n| 2 - 3.5mm® THHH + 1 - 2 0mm® TW G} in 0mm PYE
5 230 Sirare
1B 230 ke
7 2530 Spare .
a_| Spare
TOTAL | 2053 oo .00 O0F | 4THLOD
= (43 ¢ 730) M52 Amperes
Feador Line:
Usar: 2« 55mrn® THHM + 1- 2 5mm* TW | G) in 20mmi@ PYC
|
PANFL:  LPP& FOURTH FLDODR
MAIN:  3DAT, 100AF, 20, 330V, Boli-On
CHITLET ' ARFERE LOAD VoLT CIRCLET
EETHD. [ vOLTS DTHER LERAT SERVICE kT SIZE OF WIRE
L (] Al A B AMPERE |  BREAKER £
1 230 4 &~ Wil Fan M 700 | 20AT, 2P, Bolt-On| 2- 3.5mm° THHM + 1- 2.0mm® TW (5] In 30merd 2
2 230 4 i - Wdall Fan 3.04 T | 20AT, 27, Bodt-On| 2- 3.5mm’ THHN + 1- 2.0mm® TW [15] in 20mmd PYE
: 1 230 B 1.4 BIX] | BOAT, 28, Bodt-On| 2 - 3.5mm THHN + 1 - 2.0mm® TW [5) in 20mme Py
4 33 14 | 1096 2520 | XOAT, 2P, Balt-On | 2 2.5mm? THHN + 1 - Z.0me® TW [G) in 20mm@ PYE
5 230 Sqiire
B 0 Spare
LA spare B
E 230 Spare
TOTAL .52 0.0 D00 000 | A720.00
| = (4720000 1 290 2052 Amperes
Feedar Lins:
Lhaie: 2 - 5. Syram® THHM + 1= 3, S W) In 20w PYC
1 | LOAD SCHEDULE SCALE 1125,
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Section VIII. Bill of Quantities

Notes on the Bill of Quantities
Objectives
The objectives of the Bill of Quantities are:

a. to provide sufficient information on the quantities of Works to be performed to
enable Bidsto be prepared efficiently and accurately; and

b. when a Contract has been entered into, to provide a priced Bill of Quantities for use
in the periodic valuation of Works executed.

In order to attain these objectives, Works should be itemized in the Bill of Quantities in
sufficient detail to distinguish between the different classes of Works, or between Works of
the same nature carried out in different locations or in other circumstances which may give
rise to different considerations of cost. Consistent with these requirements, the layout and
content of the Bill of Quantities should be as simple and brief as possible.

Daywork Schedule

A Daywork Schedule should be included only if the probability of unforeseen work, outside
the items included in the Bill of Quantities, is high. To facilitate checking by the Entity of
the realism of rates quoted by the Bidders, the Daywork Schedule should normally comprise
the following:

a. A list of the various classes of labor, materials, and Constructional Plant for which
basic daywork rates or prices are to be inserted by the Bidder, together with a
statement of the conditions under which the Contractor will be paid for work
executed on a daywork basis.

b. Nomina quantities for each item of Daywork, to be priced by each Bidder at
Daywork rates as Bid. The rate to be entered by the Bidder against each basic
Daywork item should include the Contractor’s profit, overheads, supervision, and
other charges.

Provisional Sums

A genera provision for physical contingencies (quantity overruns) may be made by
including a provisional sum in the Summary Bill of Quantities. Similarly, a contingency
allowance for possible price increases should be provided as a provisonal sum in the
Summary Bill of Quantities. The inclusion of such provisiona sums often facilitates
budgetary approval by avoiding the need to request periodic supplementary approvals asthe
future need arises. Where such provisional sums or contingency allowances are used, the
SCC should state the manner in which they will be used, and under whose authority (usually
the Procuring Entity’s Representative’s).

29




The estimated cost of specialized work to be carried out, or of special goods to be supplied,
by other contractors should be indicated in the relevant part of the Bill of Quantities as a
particular provisional sum with an appropriate brief description. A separate procurement
procedure is normally carried out by the Procuring Entity to select such specialized
contractors. To provide an element of competition among the Bidders in respect of any
facilities, amenities, attendance, etc., to be provided by the successful Bidder as prime
Contractor for the use and convenience of the specialist contractors, each related provisional
sum should be followed by an item in the Bill of Quantities inviting the Bidder to quote a
sum for such amenities, facilities, attendance, etc.

Signature Box

A signature box shall be added at the bottom of each page of the Bill of Quantitieswherethe
authorized representative of the Bidder shall affix his signature. Failure of the authorized
representative to sign each and every page of the Bill of Quantities shall be a cause for
rejection of hisbid.

These Notes for Preparing a Bill of Quantities are intended only as information for the
Procuring Entity or the person drafting the Bidding Documents. They should not beincluded
in the final documents.
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PROJECT TITLE : PROPOSED REHABILITATION OF SCHOOL BUILDING AT ISMAEL MATHAY SR. HIGH SCHOOL

BARANGAY SANGANDAAN, DISTRICT 6, QUEZON CITY

LOCATION
PROJECT NO. 24 -00011
DURATION One Hundred Twenty (120) Calendar Days
BREAKDOWN OF COST
ITEM NO. DESCRIPTION ESTIMATED DIRECT TOTAL MARK-UP VAT TOTAL INDIRECT COST TOTAL COST
COST % VALUE

PART | OTHER GENERAL REQUIREMENTS

PART Il CIVIL, PLUMBING/SANITARY, ELECTRICAL WORKS

PART A EARTHWORKS

PART B PLAIN AND REINFORCED CONCRETE WORKS

PART C FINISHING AND OTHER CIVIL WORKS

PART D SANITARY/PLUMBING WORKS

PART E ELECTRICAL WORKS

TOTAL OF PART I
GRAND TOTAL

LUMP SUM BID IN WORDS :

Contractor :

TOTALCOST®P

Page 3 of 3
Bid Form




BILL OF QUANTITIES
(Building Construction/Rehabilitation Project)

PROJECTTITLE : PROPOSED REHABILITATION OF SCHOOL BUILDING AT ISMAEL MATHAY SR. HIGH SCHOOL

LOCATION :  BARANGAY SANGANDAAN, DISTRICT 6, QUEZON CITY
PROJECTNO. : 24-00011
DURATION ¢ One Hundred Twenty (120) Calendar Days
ESTIMATED MARK-UP IN % TOTAL MARK-UP TOTAL INDIRECT
ITEM CODE DESCRIPTION QUANTITY | UNIT DIRECT COST ocM T PROFIT % VALUE VAT COST TOTAL COST UNIT COST
B.4(1) Construction Survey and Staking 14 sg.m.
B5 Project Billboard / Sign Board 1 ea
B.7(1) Occupational Safety and Health 4 month
B.24 Scaffolding 1 ls
TOTAL OF PART |
801(3) Removal of Actual Structures, Ceiling 4 cu.m
801(6) Removal of Actual Structures 33 cu.m
803(1)c  |[Structure Excavation (Solid Rock) 5 cu.m
804(1)a Embankment from Structure Excavation 6 cu.m
804(4) Gravel Fill 1 cu.m
SUB-TOTAL OF PART A
900(1)c  [Structural Concrete, Class A, 28 days, 4000 psi 3 cu.m
902(1)a  [Reinforcing Steel, Grade 40 43 kg
902(1)b Reinforcing Steel, Grade 60 150 kg
903(2) Forms and Falseworks 5 sq.m.
SUB-TOTAL OF PART B
[ PARTC | FINISHNGANDOTHERCwLWoRks [ | | ([ | ([ [ [ |
1003(1)a3  |Ceiling, Fibercement Board 301 sq.m.
1004(2)a2  |Barrel Bolt 3 set
1004(2)g  |Hinges 9 set
1009(1)a  [Jalousie Windows, Glass 43 sq.m.
1010(2)b  [Doors (Wood Panel) 48 sq.m.
1012(4)c | Tempered Glass Window, 6mm 96 sq.m.
1027(1) Plain Cement Finish, Floor Finish 589 sg.m.
1027(1) Cement Plaster Finish 12 sg.m.
1032(1)a  |Painting Works, Masonry/Concrete 1,757 sq.m.
1032(1)b  [Painting Works, Wood 301 s.m.
1032(1)c  |Painting Works, Steel 216 sq.m.
1034(1)b  |Damp Proofing 5 sq.m.
1047(2)a  [Structural Steel, Wide Flange 3,095 kg
1047(5)d  [Metal Structure Accessories, Steel Plates 149 kg

Page 2 of 3



ESTIMATED MARK-UP IN % TOTAL MARK-UP TOTAL INDIRECT
ITEM CODE DESCRIPTION QUANTITY | UNIT DIRECT COST | ocm | PROFIT | % VALUE VAT COST TOTAL COST UNIT COST

1047(5)d  [Metal Structure Accessories, Checkered Plate 1,943 kg
1047(8)a  |Structural Steel, Tubular Bar, 4mm thk. 745 kg
1047(8)a  |Structural Steel, Square Bar, 16mm 1,397 kg
1047(8)a  |Structural Steel, B.| Pipe 178 kg
1047(8)a  |Structural Steel, Metal Channel 1,505 kg
1047(8)a  |[Structural Steel, Angle Bar 459 kg

SUB-TOTAL OF PART C
1001(8) |Sewer Line Works 1 l.s
1001(9) |Storm Drainage and Downspouts 1 l.s
1002(4) |Sanitary/Plumbing Fixtures 1 l.s
1002(24) [Cold Water Line 1 l.s

SUB-TOTAL OF PART D
1100(10)  [Conduits, Boxes & Fittings 1 ls
1101(33)  |Wires and Wiring Devices 1 ls
1102 (1)  [Panelboard with Main and Branch Breakers 1 l.s
1103(1) Lighting Fixtures and Lamps 1 l.s

SUB-TOTAL OF PART E

TOTAL OF PART Il
GRAND TOTAL

Page30of3




Section | X. Checklist of Technical and Financial
Documents

Notes on the Checklist of Technical and Financial Documents

The prescribed documents in the checklist are mandatory to be submitted in the Bid, but
shall be subject to the following:

a. GPPB Resolution No. 09-2020 on the efficient procurement measures during a State
of Calamity or other similar issuances that shall allow the use of alternate documents
in lieu of the mandated requirements; or

b. any subsequent GPPB issuances adjusting the documentary requirements after the
effectivity of the adoption of the PBDs.

The BAC shall be checking the submitted documents of each Bidder against this checklist
to ascertain if they are all present, using a non-discretionary “pass/fail” criterion pursuant to
Section 30 of the 2016 revised IRR of RA No. 9184.
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Checklist of Technical and Financial Documents
TECHNICAL COMPONENT ENVELOPE

Class “A” Documents

Legal Documents

O (@ ValidPhilGEPS Registration Certificate (Platinum Membership) (al pages);
and

O (b) Registration certificate from Securities and Exchange Commission (SEC),
Department of Trade and Industry (DTI) for sole proprietorship, or
Cooperative Development Authority (CDA) for cooperatives or its equivalent
document;
and

O (c¢) Mayor’s or Business permit issued by the city or municipality where the
principal place of business of the prospective bidder is located, or the
equivalent document for Exclusive Economic Zones or Aress,
and

0 (e) Tax clearance per E.O. No. 398, s. 2005, as finally reviewed and approved by
the Bureau of Internal Revenue (BIR).

Technical Documents

O (f)  Statement of the prospective bidder of all its ongoing government and private
contracts, including contracts awarded but not yet started, if any, whether
similar or not similar in nature and complexity to the contract to be bid (please
see attached prescribed forms required by the QC — BAC for Infrastructure
and Consultancy); and

OO0 (g) Statement of the bidder’s Single Largest Completed Contract (SLCC) similar
to the contract to be bid, except under conditions provided under the rules with
an attached Notice of Award, Notice to Proceed, Contract and Certificate of
Acceptance (please see attached prescribed form required by the QC — BAC
for Infrastructure and Consultancy); and

0O (h) Philippine Contractors Accreditation Board (PCAB) License;
or
Special PCAB Licensein case of Joint Ventures;
and registration for the type and cost of the contract to be bid; and

O (i) Origina copy of Bid Security. If in the form of a Surety Bond, submit aso a
certification issued by the Insurance Commission;
or
Original copy of Notarized Bid Securing Declaration; and

()  Project Requirements, which shall include the following:
O a.  Organizational chart for the contract to be bid;

O b. List of contractor’s key personnel (e.g., Project Manager, Project
Engineers, Materials Engineers, and Foremen), to be assigned to the
contract to be bid, with their complete qualification and experience data
(please see attached prescribed form required by the QC — BAC for
Infrastructure and Consultancy);

O C.  List of contractor’s major equipment units, which are owned, leased,
and/or under purchase agreements, supported by proof of ownership or
certification of availability of equipment from the equipment
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O

(k)

lessor/vendor for the duration of the project, as the case may be (please
see attached prescribed form required by the QC — BAC for
Infrastructure and Consultancy); and

Original duly signed Omnibus Sworn Statement (OSS);

and if applicable, Original Notarized Secretary’s Certificate in case of a
corporation, partnership, or cooperative; or Original Specia Power of
Attorney of all members of the joint venture giving full power and authority
to its officer to sign the OSS and do acts to represent the Bidder.

Additional Technical Requirements:

[] e Certificate of Site Inspection or Affidavit of Site Inspection as part of
Omnibus Sworn Statement

[] o Affidavitof Undertaking for Key Personnel and Equipment (please see

attached prescribed form required by the QC — BAC for Infrastructure

and Consultancy)

Equipment Utilization Schedule

Manpower Schedule

Construction Schedule and S-Curve

PERT-CMP

Construction Methods

oooon

Financial Documents

O

O

()

(m)

O (n)

The prospective bidder’s audited financial statements, showing, among others,
the prospective bidder’s total and current assets and liabilities, stamped
“received” by the BIR or its duly accredited and authorized institutions, for
the preceding calendar year which should not be earlier than two (2) years
from the date of bid submission; and

The prospective bidder’s computation of Net Financial Contracting Capacity
(NFCC) (please see attached prescribed form required by the QC — BAC for
Infrastructure and Consultancy).

Class “B” Documents
If applicable, duly signed joint venture agreement (JVA) in accordance with
RA No. 4566 and its IRR in case the joint venture is already in existence;
or
duly notarized statements from all the potential joint venture partners stating
that they will enter into and abide by the provisions of the JVA in theinstance
that the bid is successful.

[I. FINANCIAL COMPONENT ENVELOPE
(o) Original of duly signed and accomplished Financial Bid Form; and

O

Other documentary reguirements under RA No. 9184

O
|

O

(p)
(a)

()

Original of duly signed Bid Pricesin the Bill of Quantities; and

Duly accomplished Detailed Estimates Form, including a summary shee
indicating the unit prices of construction materials, labor rates, and equipmen
rentals used in coming up with the Bid; and

Cash Flow by Quarter.
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Bid Form for the Procurement of Infrastructure Projects

[shall be submitted with the Bid)]

BID FORM

Dale :
Project ldentification Mo,

To: [narme and address of Procuring Entity]

Having examined the Philippine Bidding Documenis (PBDs) including the Supplemental
or Bid Bulletin Numbers finsert numbers], the recaipt of which is heraby duly acknowledged,
we. the undersigned, declare that:

a.

We have no reservation to the PBDs, including the Supplemental or Bid Bulletins,
for the Procurement Project: [insert name of contract):

We ofter to execute the Works for this Contract in accordance with the PBDs:

The total price of our Bid in words and figures, exciuding any discounts offered
below is: finsert information]:

The discounts offered and the methodology for their application are: finsernt
informalion];

The total bid price includes the cost of all taxes, such as, but not limited to: [specify
the applicable laxes, e.g. (i) value added tax (VAT), (i} income tax, (ii) local taxes,
and (iv] other fiscal levies and duties], which are itemized herein and reflected in
the detailed estimates,

Our Bid shall be valid within lhe a period stated in the PBDs, and it shall remain
binding upon us al any time before the expiration of that period;

Il our Bid is accepted, we commil Lo oblain a Performance Securily in the amount
of finsert pevcentage amount] percent of the Conlract Price for the due performance
of the Contract, or a Performance Securing Declaration in lieu of the the allowable
forms of Performance Security, subject to the terms and conditions of issued GPPR
guidelines’ for this purpose;

We are not paricipating, as Bidders, in more than one Bid in this bidding process,
other than alternative offers in accordance with the Bidding Documents;

We understand that this Bid, together with your writien acceplance thereof includad
in your notification of award, shall constitute a binding contract between us, until a
formal Coniract is prepared and executed: and

We understand that you are not bound lo accept the Lowest Calculated Bid or any
other Bid that you may receive,

' currently based on GPPB Resolution MNo. 09-2020



k.

Mame;

We likewise cerify/confirm that the undersigned, is the duly authorized
representative of the bidder, and granted full power and authorily to do, execute
and perform any and all acts necessary o parlicipale, submit the bid, and 1o sign
and execule the ensuing contract for the [Name of Project] of the [Name of the
Procuring Entity .

We acknowledge that failure Lo sign each and every paga of this Bid Form, including
the Bill of Quantiies, shall be a graund for the rejection of our bid.

Legal Capacity:

Signature:

Duly authorized to sign the Bid for and behalf of:

Diate:




Bid Securing Declaration Form
{shall be submitted with the Bid If bidder opts to provide this form of bid security]

REPUBLIC OF THE PHILIPPINES)
CITY OF ) 8.5,

BID SECURING DECLARATION
Project Identification Mo.: [Insert number]

To: finsert name and address of the Procuring Entity]

I, the undarsigned, daclare that:

1.

I'We understand thal, according to your conditions, bids must be supported by a Bid
Security, which may be in the form of a Bid Securing Declaration.

IMWe accept thet (a) liwe will be aulomatically disqualified from bidding for any
procurement contract with any procuring entity for a period of two (2) years upon receipt
of your Blacklisting Order; and, (b) Vwe will pay the applicable fine provided under Section
6 of the Guidelines on the Use of Bid Securing Declaration, within fifteen (15) days from
receipt of the written demand by the procuring entity for the commission of acts resulting
to the enforcement of the bid securing declaration under Sections 23.1(b), 34.2, 40.1 and
69.1, except 69.1(f),of the IRR of RA No. 9184; without prejudice to other legal action the
government may undertake,

IWWe understand that this Bid Securing Declaration shall cease to be valid on the following
clrcumstances:

a. Upon expiration of the bid validity perlod, or any extension thereof pursuant fo WL
request;

b. | am/we are declared ineligitle or post-disqualified upon receipt of your nolice to such
effect, and (i) l'we failed to timely file a request for reconsideration or (i) e filed a
waiver to avail of said right; and

. | amiwe are dectared the bidder with the Lowest Calculated Responsive Bid, and liwe
have furnished the pedormance security and signed the Conltract,

IN WITNESS WHEREOF, IWe have heraunto set mylour hand’s this day of [month|
fyear] al fplace of execulion],

[nsert NAME OF BIDDER OR ITS AUTHORIZED
REPRESENTATIVE]
(Insert signatory’s legal capacity)
Alfiant

[Suraef
[Format shall be based on the latest Rules on Notanal Practice]

GPPE Resolubon No. T6-2020, dated 16 Seplember 2020



Omnibus Sworn Statement (Revised)
[shall be submitted with the Bid]

REPUBLIC OF THE PHILIPPINES )
CITY/MUNICIPALITY OF ) S.S.

AFFIDAVIT

I, [Name of Affiant], of legal age, [Civil Status], [Nationality], and residing at [Address of
Affiant], after having been duly sworn in accordance with law, do hereby depose and state
that:

1. [Select one, delete the other:]

[If a sole proprietorship:] | am the sole proprietor or authorized representative of [Name
of Bidder] with office address at [address of Bidder];

[If a partnership, corporation, cooperative, or joint venture:] | am the duly authorized and
designated representative of [Name of Bidder] with office address at [address of Bidder];

2. [Select one, delete the other:]

[If a sole proprietorship:] As the owner and sole proprietor, or authorized representative
of [Name of Bidder], I have full power and authority to do, execute and perform any and
all acts necessary to participate, submit the bid, and to sign and execute the ensuing
contract for [Name of the Project] of the [Name of the Procuring Entity], as shown in the
attached duly notarized Special Power of Attorney;

[If a partnership, corporation, cooperative, or joint venture:;] I am granted full power and
authority to do, execute and perform any and all acts necessary to participate, submit the
bid, and to sign and execute the ensuing contract for [Name of the Project] of the [Name
of the Procuring Entity], as shown in the attached [state title of attached document
showing proof of  authorization (e.q., duly  notarized Secretary's Certificate,
Board/Partnership Resolution, or Special Power of Attorney, whichever is applicable;)];

3. [Name of Bidder] is not "blacklisted" or barred from bidding by the Government of the
Philippines or any of its agencies, offices, corporations, or Local Government Units,
foreign government/foreign or international financing institution whose blacklisting rules
have been recognized by the Government Procurement Policy Board, by itself or by
relation, membership, association, affiliation, or controlling interest with another
blacklisted person or_entity as defined and provided for in the Uniform Guidelines
on Blacklisting;

4. Each of the documents submitted in satisfaction of the bidding requirements is an
authentic copy of the original, complete, and all statements and information provided
therein are true and correct;

5. [Name of Bidder] is authorizing the Head of the Procuring Entity or its duly authorized
representative(s) to verify all the documents submitted,;

6. [Select one, delete the rest:]

[If a sole proprietorship:] The owner or sole proprietor is not related to the Head of the
Procuring Entity, members of the Bids and Awards Committee (BAC), the Technical Working Group,
and the BAC Secretariat, the head of the Project Management Office or
the end-user unit, and the project consultants by consanguinity or affinity up to the third

civil degree;

[If a partnership or cooperative:] None of the officers and members of [Name of Bidder] is
related to the Head of the Procuring Entity, members of the Bids and Awards Committee
(BAC), the Technical Working Group, and the BAC Secretariat, the head of the Project



Management Office or the end-user unit, and the project consultants by consanguinity or
affinity up to the third civil degree;

[If a -corporation or joint venture:] None of the officers, directors, and controlling
stockholders of [Name of Bidder] is related to the Head of the Procuring Entity, members
of the Bids and Awards Committee (BAC), the Technical Working Group, and the BAC
Secretariat, the head of the Project Management Office or the end-user unit, and the
project consultants by consanguinity or affinity up to the third civil degree;

7. [Name of Bidder] complies with existing labor laws and standards; and

8. [Name of Bidder] is aware of and has undertaken the responsibilities as a Bidder in
compliance with the Philippine Bidding Documents, which includes:

a. Carefully examining all of the Bidding Documents;

b. Acknowledging all conditions, local or otherwise, affecting the implementation of the
Contract;

c. Making an estimate of the facilities available and needed for the contract to be bid, if
any; and

d. Inquiring or securing Supplemental/Bid Bulletin(s) issued for the [Name of the
Project].

9. [Name of Bidder] did not give or pay directly or indirectly, any commission, amount, fee,
or any form of consideration, pecuniary or otherwise, to any person or official, personnel
or representative of the government in relation to any procurement project or activity.

10. In_case advance payment was made or given, failure to perform or deliver any of
the obligations and undertakings in the contract shall be sufficient grounds to
constitute criminal liability for Swindling (Estafa) or the commission of fraud with
unfaithfulness or abuse of confidence through misappropriating or converting any
payment received by a person or entity under an obligation involving the duty to
deliver _certain _goods or services, to the prejudice of the public and the
government of the Philippines pursuant to Article 315 of Act No. 3815 s. 1930, as
amended, or the Revised Penal Code.

11. We pledge that the project will be completed in accordance and congruency with the approved plans
and programs.

IN WITNESS WHEREOF, | have hereunto set my hand this __ day of 20_at

, Philippines.
[Insert NAME OF BIDDER OR ITS AUTHORIZED
REPRESENTATIVE]
[Insert signatory's legal capacity]
Affiant

[Jurat

[Format shall be based on the latest Rules on Notarial Practice]



Contract Agreement Form for the
Procurement of Infrastructure Projects (Revised)

[not required to be submitted with the Bid, but it shall be submitted within ten {10} days after

recelving the Notice of Award]

CONTRACT AGREEMENT

THIS AGREEMENT, made this [insert date] day of finsert month], finsert year] between
fname and address of PROCURING ENTITY] (hereinafter called the “Entity”) and [fnarme and
address of Contraclor] (hereinafter called the “Contractor”),

WHEREAS, the Enlity is desirous that the Contractor execute [name and identification
number of confract] (hereinafter called "the Works™) and the Entity has acceptad the Bid for
feontract price in words and figures in specified curmency] by the Contractor for the axecution
and completion of such Works and the remedying of any defecis therein.

NOW THIS AGREEMENT WITNESSETH AS FOLLOWS:

1.

In this Agreement, words and expressions shall have the same meanings as are
respactively assigned to them in the Conditions of Contract hereinafter referred 1o.

The following documents as required by the 2016 revised Implementing Rules and
Regulations of Republic Act No. 9184 shall be deemad to form and be read snd
construed as parl of this Agreement, viz.:

a. Philippine Bidding Documenis (PBDs);
i, Crrawings/Plans;
ii. Specifications:
. Bill of Quantities;
iv. General and Special Conditicns of Contract;
v.  Supplemental or Bid Bulletins, if any,

b. Winning bidder's bid, inchuding the Eligibility requirements, Technical and
Financial Proposals, and all other documents or statements submitted:

Bid form, including all the documents/statements contained in the Bidder's bidding
envelopes, as annexes, and all other documents submitled {e.q., Bidder's response
to request for clarifications on the bid), including cormections to the bid, if any,
rasulting from the Procunng Entity's bid evaluation:

c. Performance Security:
d. Notice of Award of Contract and the Bidder's conforme thereto; and

e. Other contract documenis that may be required by existing laws andfor the
Procuring Entity concemed in the PEDs. Winning bidder agrees that
additional contract documents or information prescribed by the GFPE

that are su ently reguired for submisslon after the contract
execution, such as the Notice to Proceed, Variation Orders, and Warranty
Security. shall likewi rt of the Contract.

In consideration for the sum of flofal contract price in words and figures] or such
other sums as may be ascertained, [Named of the bidder] agrees to [siate the
object of the confract] in accardancea with his/her/its Bid.



4. The [Name of the procuring enlity] agrees to pay the above-mentioned sum in
accordance with the lerms of the Bidding.

IN' WITNESS whereof the parties thereto have caused this Agresment to be executed
the day and year first belfore written.

{Insert Name and Signature] [Insert Name and Signature]

finsert Signatory’s Legal Capacity] [Insert Signatory's Legal Capacity]
for: for:

fnser Procurnng Entity] [Insert Name of Supplier]

Acknowledgment
(Formal shall be based on the latest Rules on Notanial Practice]



LIST OF ALL ON-GOING GOVERNMINT AND PRIVATE CONTRALTS

BMAME OF CONTRACTOR:
COATRECT B4 A5LE TaTAL FEEENTAGE
FEOIECT TITLE ot e TaTAL DATE OF
[ame n“:‘m"‘m CATE GF LORTRACK PACUECT CHANER & NATURE DF WORK mmnm::‘l::: | cowmRacs COMPLETSN of c?l;:“ﬂ WALUE DF DIUTETANDIRG
B EXACT PROMECT LOCATION el PR POFTAL ACONE I anal PR T E VALLIE 4T EST IMATED Bl ALTUAL FLARKED WTIRS |1 FF]
FARTHEPATION ANAND COMPLTITION TINE |Fﬁﬂl’m ATTTRAP L SHREENT | ACCORFLEHMIRT

TOTAL AMOUNT (Shp) &
DUTSTANDIMG WORKS

PHUTOCOPY ADDITIONAL FORMS, IF NECESSARY Page a




LIST OF ALL AWARDED BUT NOT YET STARTED GOVERNMENT AND PRIVATE CONTRACTS OF THE BIDDER

NAME OF CONTRACTOR:

PROJECT TITLE:

ROLE OF BIDDER IN THE

PHOTOCOPY ADMMTIONAL FORMS, IF NECESSARY

OF CONTRACT [Php)

PROJECT TITLE & EXACT LOCATION | MAJOR SCOPE OF WORKS 8 DATE | NAME AND ADDRESS | CONTRACT PRICE | DATE OF SCHEDULED CONTRACT SOLE
STARTED OF PROJECT OWNER | (PHP) AS AWARDED COMPLETION CONTRACTOR / SUB-
1 CONTRACTOR/PARTNER IN A
TOTAL AMOUNT -




SIMGLE LARGEST COMPLETED COMTRACT SIMILAR TO THE CONTRACT TO BE BID

MAMEOF CONTRACTOR: .
PROJECT TITLE: o
CONTRACTOR'S ROLE TOTAL
TOTAL DATE O
PRCIECT TITLE
DATE OF CONTRACT | PROJECT CAVNER & POSTAL WOLICOMRACION MMCOWTRACTON, | - oeacT | comPiErionar|  CRNTRACT
{Marnu of the Contract) CONTRACT DURATION ADCRESS MHATURE OF Wi ERATHHER & Y] WALLEE &T
& EXACT PROJECT LOCATION and PERCENTASE OF VALUE AT ESTIMATED it
Tl AWARD | COMPLETIONTIME| Sopnr bl 100

PHOTOOOPY ADDITIONAL FORMS, IF SECESSARY Page ot



LIST OF MAIOR EQUIPMENT TO BE USED FOR THE PROJECT

NAME OF CONTRACTOR: =
PROJECT TITLE:
STATUS OF
TYPE DESCRIPTION / CAPACITY SERIAL NO. Mﬁl:m F:Pﬁmﬂ:::g’ AVAILABILITY
* (OWNED/LEASED)

FHOTOOOTY ADDITIONAL FORMS, IF NECESSARY

Pape




A. LIST OF KEY CONSTRUCTION PERSONNEL TO BE ASSIGNED TO THE PROJECT

MAME OF CONTRACTOR:
PROJECT TITLE: =
TYPE OF NOD.OF YEARS
MNANME POSITION AGE ﬂﬂﬁﬁ:ﬁ COMNSTRUCTION WITH THE PROFESSION PRE MO,
EXFERIENCE CONTRACTOR
FHOTOCDPY ADDITIOMNAL FORMS, IF MECESSARY Page of




COMPUTATION OF NET FINANCIAL CONTRACTING CAPACITY (NFCC)

NAME OF BIDDER:

CURRENT ASSETS* PHP
(LESS) CURREMT LIABILITIES® [LESS) PHP

NETWORTH PP

NETWORTH x 15 K15  PHP

{LESS) VALUE OF ALL OUTSTANDING ON-GOING

CONTRACTS** {LESS) PHP

(LESS) VALUE OF ALL AWARDED BUT NOT YET

STARTED CONTRACTS AS OF DATE** (LESS]  FHP

NET FINANCIAL CONTRACTING CAPACITY PHP

NOTES: * CURRENT ASSETS AND LIABILITIES BASED OM AUDITED FINANCIAL STATEMENT FOR THE

PRECEDING CALENDAR YEAR SUBMITTED TOB.IR,

** BASED ON LIST OF ON-GOING AND AWRDED BUT NOT YEY STARTED CONTRACTS
SUBMITTED



REPUBLIC OF THE PHILIPPINES)

}5.5.

AFFIDAVIT OF UNDERTAKING

1, , of legal age,  Filipin, [OFFICER OR
EEPRESENTATIVE]
with office address at sfier

having been duly sworn o in sccordance with law, hereby volunta ry clepose and state:

That 1 am duly authorized representative of the AMame of Bidder 0 execute this

undertaking as evidenced by Secretary’s Certiticate and Board Resolution.
That __ [Name of Bidder] bidding for the {(Name of Project)
That relative to the aforementioned Project, the _ [Namwe of Bigdder] lereby unibertake

that the equpment to be use and the key personnel to be assign shall exclusively be wed and
will only perform to the said project until its completion,

That [ am executing this affidavit to attest to the truth of the foregolng and in compliance
with thi submizsion of the bechnical requirements for the public bidding of the said progect

IN° WITNESS HEREQE, | have hereunto signed my name below  this day
of s al

AFFIANT FUETHER SAYETH MAUCGHT.

Attiant
SUBSCRIBED AND SWORN TO BEFORE ME this __ day of
m ;
affiant  exhibiting to  mwe  hisfher tssued - al
0

Do, Mo,
FPage Mo. -
ook Mo, ]
Series of 2020

Maotary Poblic
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