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TERMS OF REFERENCE (TOR)

SUPPLY, DELIVERY, INSTALLATION, TESTING AND COMMISSIONING OF
NEGATIVE AND POSITIVE PRESSURE SYSTEM AT MAIN CLINICAL
I.ABORATORY, EMERGENCY SECTION, MINOR OPERATING ROOM,

AND OUTPATIENT DEPARTMENT OF
ROSARIO MACLANG BAUTISTA GENERAT HOSPITAL

I. RATIONALE AND BACKGROUND

The Rosario Maclang Bautista General Hospital (RMBGH) provides essential
healthcare seruices through critical areas such as the Main Clinical Laboratory,
Emergency Section, Minor Operating Room (OR), and Outpatient Department
(OPD), which regularly accommodate patients with varying medical and
infection risks. Proper air pressure control is vital to prevent the spread of
airborne contaminants and to maintain safe and controlled clinical
environments.

The installation of negative pressure systems is necessary to contain potentially
contaminated air within designated areas, while positive pressure systems are
required to protect sterile and patient-care spaces from external contaminants.
Existing ventilation controls in the identified areas are inadequate to fully
support current infection prevention and control requirements.

The supply, delivery, installation, testing, and commissioning of a negative and
positive pressure system will enhance infection control, protect patients and
healthcare personnel, and ensure compliance with applicable health facility
standards, thereby suppofting the safe and continuous delivery of hospital
seruices.

U. PROJECT DESCRIPTION

This project involves the supply, delivery, installation, testing, and
commissioning of a negative and positive pressure system for selected
critical areas of Rosario Maclang Bautista General Hospital, specifically
the Main Clinical Laboratory, Emergency Section, Minor Operating
Room (OR), and Outpatient Department (OPD).

The scope of work includes the provision of all necessary equipment, materials,
accessories, controls, and labor required to establish controlled airflow and
proper pressure differentials in the identified areas. The system shall be
designed to ensure effective containment of airborne contaminants in
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designated negative pressure areas and protection of sterile and patient-care
spaces through positive pressure control.

All works shall be carried out in accordance with applicable healthcare facility
standards, infection prevention and control requ:rements, and
enganeering specifications, including system testing, balancing, and
commissioning to ensure operational reliability and safety. The project aims to
strengthen hospital infection control measures, improve indoor air quality, and
support the safe and continuous delivery of healthcare services.

UL SCOPE OF WORK

1. Site mobilization and demobilization which includes the following but not
limited to:

a. Designs and drawings
b. Cleaning, clearing of disposal waste
c. Health and Safety Program, Personal Protective Equipment (PPE)

d. Temporary Staff Barracks
e. Site Project Billboards
f. Temporary Facilities, Logistics and Transport

2. Supply & installation of the Ultra-Low Penetration Air Filter (ULPA) filtered
with Germicidal Ultra Violet Disinfection Negative Pressured Machine for
positive and negative pressurization system - using the existing ULPA unit.

3. Supply & installation of the Insulated Negative Pressurization System (NPS)

and Positive Pressurization System (PPS) Spiral Ducting Works complete
with assofted NPS Grills for Negative and Positive Pressure System

4. Supply & installation of the onsite Magnehelic Differential Pressure Gages (-

30 to +30 Pascal Range), to be installed inline of the positive supplied
pressure to the locations.

5. Electrical Works (Installation of Independent Circuit Breaker for the System

and termination from the source and to the machine), with control panels

for the motorized dampers.

6. Motorized Damper for the Negative and Positive Pressured Ducting for
Balancing Purposes and activation of dual pressurization system and

isolation.

7. lnstallation Qualification (lQ), Operational Qualification (OQ), Performance

Qualification (PQ) Validation, Testing and Commissioning, Air Balancing,

Smoke Testing and Reporting, including the designing, drawing, and
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submission of as-built drawings with PE Signatures and Stamps, Project

Supervision.

8. Defect Liability Coverage (12 months) To be onsite quarterly for calibration

and revalidation and a 1 (one) time Annual Full Maintenance and free 1

(one) ULPA filter spare.

PROJECT STANDARDS AND REQUIREMENTS

o The Service Provider must have at least two (2) years of relevant
experience in the supply, installation, and commissioning of negative

and positive pressure systems in healthcare facilities.

Manpower Requirement:

o submission of a list of qualified perconne! who will be assigned to

the project, including their roles, certifications, and relevant experience'

This must include the following:

o'One (1) Mechanical/ElectricaUlnstrumentation Technicians

TESDA or equivalent national certification in relevant trades

(Heating, Ventilation, and Air Conditioning (HVAC), electrical, or

instrumentation)

o One (1) HVAC / Air Handling Specialists

Certification in HVAC Installation, Maintenance, and

Commissioning'

o One (1) Project Supervisors / Engineers

Licensed Mechanical or Electrical Engineer for superuision

V. COVERAGE

The project covers the supply, delivery, installation, testing, and

commissioning of a negative and positive pressure system for the following

critical areas of Rosario Maclang Bautista General Hospital:

o Main Clinical Laboratory

o Emergency Section and Minor Operating Room

o Outpatient DePaftment

a
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VI. PROJECTDURATION

The project duration is upon issuance of Notice to Proceed until December 31,
2026.

Subject to satisfactory performance as validated and ceftified by RMBGH, under
the same terms and conditions as in this Term of Reference, the Bidding
documents and other contract documents.

VII. APPROVED BUDGET FOR THE CONTRACT

The City has set an Approved Budget for the Contract (ABC) of Twelve Million

One Hundred Sixty Thousand Pesos Only and 00/100 (Php 12,160,000.00).

VIII. BASIS OF PAYMENT

Payment shall be based on complete delivery by the Service Provider; strict

monitoring shall be made by RMBGH in order to ensure the efficient
performance of the provider.

Ix. WARRANW

Defect Liability Coverage twelve (12) months to be onsite quarterly for
calibration and revalidation and a one-time Annual Full Maintenance and free

one ULPA filter spare.

X. PENALTIES

Failure to deliver the project or seruices shall constitute and offense and shall

subject the service provider to penalties and/or liquidated damage pursuant to

RA 12009 and its implementing rules and regulation'

XL SUSPENSION, CANCELLATION ORTERMINATION OF CONTRACT

The Quezon City Government may, without prejudice to other remedies against
the SERVICE PROVIDER, extra judicially suspend, cancel, or terminate this

CONTRACT after a thirty (30) day notice, in whole and in part, due to default,

insolvency, or for justifiable cause, or any ground which deems inimical to the

Quezon City Government's or public interest, which includes but is not limited

to the following:
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When the SERVICE PROVIDER's employee willfully and intentionally or
through negligence causes the death of or has inflicted serious physical

injury on any person or any employees, visitors and official of the

Quezon City Government premises while on official duty

When the SERVICE PROVIDER's employee willfully and intentionally or
through negligence caused irreparable damage to the prestige or any
interest of the Quezon City Government, great destruction of Quezon
City Government's properties and equipment due to non-performance of
his duties and responsibilities

XII. DAMAGESTOPERSONSANDPROPERTY

The Service Provider shall indemnifo and keep indemnified the City Government
against all losses and claims for injuries or damages to any person or property,
whatsoever which may arise or in consequences of the performance of this
contract and against all claims, demands, proceeding, damages, cost, charges
and expenses whatsoever in respect of in a relation thereto.

XUI. DELAY AND EXTENSION OF TIME

In accordance with the provisions of Republic Act No. 12009 and its
Implementing Rules and Regulations, the Supplier/Contractor may request an

extension of time for the delivery of goods or completion of services under the
contract, subject to the approval of the Procuring Entity.

In case of delay due to force majeure or caused beyond the control of the
Contractor may submit a request for extension of time provided the same is

made before the contract expires and provided fufther that the effectiveness
of the performance bond shall be correspondingly extended if the contract time
is extended.
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Prepared by

R P. ESPAfrOLA
OIC, ENgr & Maintenance Department - RMBGH

Approved by:

RAYMON E R. CASTAffEDA
Hospital Director

Noted by:

A. VERGARA MDDAVE
Medical Chief I, RMBGH +,J
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